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BEFORE THE ILLINOIS POLLUTION CONTROL BOARD 

AMEREN MISSOURI and RACCOON CREEK ) 
ENERGY CENTER ) 

) 
Petitioner, ) 

) 
v. ) 

) 
) 

ILLINOIS ENVIRONMENTAL ) 
PROTECTION AGENCY, ) 

) 
Respondent. ) 

PCB14-__ 
(Permit Appeal- Air) 

APPEAL OF CAAPP PERMIT AND REQUEST FOR PARTIAL STAY 

NOW COMES Petitioner, Ameren Missouri and Raccoon Creek Energy Center 

(''Petitioner" or "Ameren"), pursuant to Section 40.2 of the Illinois Environmental Protection Act 

("Act") (415 ILCS 5/40.2) and 35 Ill.Adm.Code § 105.300 et seq., and requests a hearing before 

the Illinois Pollution Control Board to contest certain conditions contained in the Clean Air Act 

Permit Program ("CAAPP") renewal permit1 (the "permit") issued on September 25, 2014, 

pursuant to Section 39.5 of the Act (415 ILCS 5/39.5) and attached hereto as Exhibit l. 

Pursuant to Section 40.2(a) of the Act and 35 lll.Adm.Code §§ 1 05.302(e), this Petition is timely 

filed with the Board. 

In support of its Petition to appeal Conditions 3.1, 4.0, and 7.2, and its request to stay 

Conditions 4.0 and 7.2, Petitioner states as follows: 

I. BACKGROUND 
(35 lll.Adm.Code § 105.304(a)) 

' Application No. 02100010; J.D. No. 025803AAD 
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1. The Raccoon Creek Energy Center ("Raccoon Creek"), Illinois Environmental 

Protection Agency ("Agency") I.D. No. 025803AAD, is an electric generating station. Raccoon 

Creek Energy Center operates as a peaking station, generating electric power when sufficient 

electric power is not available from other sources. The Raccoon Creek Energy Center electrical 

generating units ("EGUs") are natural gas combustion turbines and subject to the CAAPP (415 

ILCS 5/39.5). Raccoon Creek is located at 676 Cypress Drive, Clay County, Flora, Illinois. Clay 

County is attainment for all National Ambient Air Quality Standards. 

2. The Agency provided Petitioner with a draft renewal permit and invited Ameren 

to submit comments. Petitioner timely submitted comments on the issues that are the subject of 

this appeal.2 

3. The Agency issued the permit on September 25, 2014. 

II. REQUEST FOR PARTIAL STAY OF THE PERMIT 

4. Historically, the Board has granted partial stays in permit appeals where a 

petitioner has so requested. See, e.g., United States Steel Corp. v. Illinois Environmental 

Protection Agency, PCB 13-53, Slip op. at 2 (May 2, 2013) ("Section 40.2(f) of the Act makes 

clear that contested conditions of a CAAPP permit shall be stayed at the request of the 

applicant. ")_Midwest Generation, LLC, Will County Generating Station v. Illinois Environmental 

Protection Agency, PCB 06-156 (July 20, 2006) (granted stay of the effectiveness of contested 

conditions of a construction permit); Dynegy Midwest Generation, Inc. (Vermilion Power 

Station) v. Illinois Environmental Protection Agency, PCB 06-194 (October 19, 2006) (granted 

stay "of the portions of the permit Dynegy contests"); Dynegy Midwest Generation, Inc. 

2 Petitioner has attached the appealed permit as Exhibit 1 to this Petition. The other documents referenced 
herein, such as the draft pennit, Petitioner's conunents, and the earlier-issued pennit, should be included in the 
administrative record that Illinois EPA will file with the Board. In the interest of economy, Petitioner is not 
attaching such documents to this Petition. 

-2-
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(Havana Power Station) v. illinois Environmental Protection Agency, PCB 07-11 5 (October 4, 

2007) (same); Hartford Working Group v. Illinois Environmental Protection Agency, PCB 05-74 

(November 18, 2004) (granted stay of the effectiveness of Special Condition 2.0 of an air 

construction permit); Community Landfill Company and City of Morris v. Illinois Environmental 

Protection Agency, PCB 01-48 and 01-49 (Consolidated) (October 19, 2000) (granted stay of 

effectiveness of challenged conditions for two permits of two parcels of the landfill); Allied Tube 

& Conduit Corp. v. Illinois Environmental Protection Agency, PCB 96-108 (December 7, 1995) 

(granted stay of the effectiveness of Conditions 4(a), 5(a), and 7(a) of an air permit). 

5. Further, a stay of Conditions 4.0 and 7.2 is necessary to prevent irreparable harm 

to Ameren and to protect its right to meaningfully appeal permit conditions. 

6. Ameren requests in this instance that the Board exercise its inherent discretionary 

authority to grant a partial stay of the CAAPP permit, staying Conditions 4.0 and 7.2. 

III. ISSUES ON APPEAL 
(35 lll.Adm.Code §§ 105.304(a) (2)·(4)) 

Following are the issues that Ameren appeals and seeks a stay for, presented sequentially. 

7. Condition 3 .1. 3 Insignificant Activities 

Petitioner objects to this Condition because it is arbitrary and capricious to the extent that 

it fai ls to include the 9.5 mmBtu/hr Natural Gas Fired Heater ("Gas Heater") as an insignificant 

activity. Specifically, petitioner objects to this Condition because it is based on a fundamental 

misreading of35 Ill.Adm.Code §§ 201.210 and 201.211 and is inconsistent with the Agency's 

determination made in Raccoon Creek's initial CAAPP permit that the Gas Heater is an 

insignificant activity. Accordingly, this Condition should be modified. 

8. Condition 4.0 Significant Emission Units 

-3· 
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Petitioner objects to this Condition because it arbitrarily and capriciously lists the Gas 

Heater as a significant emission tmit. Specifically, petitioner objects to this Condition because it 

is based on a fundamental misreading of 35 Ill.Adm.Code §§ 201.210 and 201.211 and is 

inconsistent with the Agency's determination made in Raccoon Creek's initial CAAPP permit 

that the Gas Heater is an insignificant activity. See Exhibit 2. Accordingly, this Condition 

should be modified and stayed during the pendency of this appeal. 

9. Condition 7 .2. Natural Gas Fired Heater 

Petitioner objects to these Conditions because they are unauthorized by law, 

unreasonable, arbitrary and capricious. These Conditions derive from the Agency's arbitrary and 

capricious determination in Condition 4.0 and impose requirements that are unauthorized by law. 

Accordingly, this Condition should be deleted and stayed during the pendency of this appeal. 

-4-
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WHEREFORE, for the reasons set forth above, Ameren appeals Conditions 3.1, 4.0, and 

7.2 of the CAAPP renewal permit issued September 25, 2014. for the Raccoon Creek Energy 

Center and requests that the Board order the Agency to delete or modify the conditions as set 

forth above. Additionally, Ameren requests that the Board stay Conditions 4.0 and 7.2. Where 

the Board stays Conditions appealed herein, Ameren will extend its current practices under the 

CAAPP permit replaced by this permit. 

Dated: October 30, 2014 

Joshua R. More 
Ragbav Murali 
SCHIFF HARDIN, LLP 
233 South Wacker Drive 
Chicago, Illinois 60606 
312-258-5500 
Fax: 312-258-5600 
jmore@schiftbardin.com 

by: 

Respectfully submitted, 

Ameren Missouri and Raccoon Creek Energy 
Center 

One of Its Attorneys 

-5-
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EXHIBIT 1 

CAAPP PERMIT ISSUED 

(September 25, 2014) 
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ILLINOIS ENVIRONMENTAL PROTECTION AGENCY 

1 021 NORTH GRAND AVENUE EAST, P.O. BOX 1 9506, SPRINGFIELD, ILLINOIS 62794-9506 • (217) 782·2113 

PAT QUINN. GOVERNOR LISA BONNETT. DIRECTOR 

217/785-1705 

RENEWAL 
CLEAN AIR ACT PERMIT PROGRAM (CAAPP) PERMIT 

PERMITTEE: 

Ameren Missouri Raccoon Creek Energy Center 
Attn: Michael Menne 
1901 Chauteau Avenue 
Post Office Box 66149 
St. Louis, Missouri 63166-6149 

I.D. No.: 025803AAD 
Application No.: 02100010 

Date Received: June 19,2013 
Date Issued: September 25, 2014 
Expiration Date1

: September 25, 2019 

Operation of: Ameren Missouri Raccoon Creek Energy Center 
Source Location: 676 Cypress Drive, Flora, Clay County, Illinois, 62839 
Responsible Official: Michael Menne, Vice President Environmental Services 

This permit is hereby granted to the above-designated Permittee to OPERATE an 
electric power generation plant, pursuant to the above referenced permit 
application. This permit is subject to the conditions contained herein. 

If you have any questions concerning this permit, please contact John H. 
Michael at 217/785-1705. 

Raymond E. Pilapil 
Acting Manager, Permit Section 
Division of Air Pollution Control 

REP: !:':1: jws 

cc: Illinois EPA, FOS, Region 3 
CES 
Lotus Notes 

Except as provided in Conditions 1.5 and 8.7 of this permit. 

PRINTED ON RECYCLED PAPER 
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1.0 INTRODUCTION 

1.1 

1.3 

1.5 

Arr'teren t-1issouri Raccoon C.reek Energy Center 
676 Cypress Drive 
Flora, Illinois 62839 
816/527-1354 

I . D. No . : 0 2 58 0 JAAD 
County: 
Standard Industrial Classification: 4911, Electrical Power Production 

Arneren !"lis sour i 
1901 Chouteau Avenue 
Post Office Box 66149 (MC-602) 
St. Louis, Missouri 63166-6149 

Arneren t"1issouri 
1901 Chouteau Avenue 
Post Office Box 66149 (MC-602) 
St. Louis, Missouri 63166-6149 

i"1ichael. J:.-1enne, \JP Environmental Services 
314/544-3647 

ilmeren UE Raccoon Creek Pm1er Plant is located at 676 Cypress Drive, 
Flora. The source utilizes four natural gas fired turbines to 
electricity. In addition, the turbines control NO. with a low NOx 
cornbustion s_yst(-?nL 

Note: This narrative 
and is not enforceable. 

is for informational purposes only 

hs ly i.dentified belm"<, this CPJ1.PP permit contains certain 
conditions for emission units at this source that address the 

ity of programs for the construction and 
modification of sources, which programs were established pursuant to 
Title I of the Clean hir hct (CA.i:>,) and These 
programs include PSD and VSSCP.M, and are 
EPli pursuant to Sections 9, 9.1, 39(a) and 39.5(7) (a) 

by the Illinois 
of the Illinois 

Envirorultental Protection Act (Act)~ These conditions continue in 
effect, notwithstanding the expiration date fied on the first page 
of this pern~t, as their authority derives from Titles I and V of the 
CF-~, as well as Titles II and X of the Act. (See also Condition 8.7.) 

4 
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a. This permit contains Title I conditions that reflect Title I 
requirements established in permits previously issued for this 
source, which conditions are specifically designated as "Tl". 
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2.0 LIST OF ABBREVIATIONS AND ACRONYMS COMMONLY USED 

.~Ctv'.!A Alternative Compliance Market Account 
Act Illinois Environmental Protection Act [ 415 ILCS 5/1 et seq.] 
P..P- 4 2 Compilation of Air Pollutant Emission Factors, Volume 1, 

Stationary Point and Other Sources (and Supplements A 
through F)' USEPA, Office of Air Quality Planning and 
Standards, Research Triangle Park, NC 27711 

ATU Allotment Trading Unit 
BACT Best Available Control Technology 
BAT Best Available Technology 
CP..A Clean Air Act [ 4 2 u.s.c. Section 7401 et seq.] 
CAAPP Clean Air Act Permit Program 
CAl'! Compliance Assurance Monitoring 
CE!vlS Continuous Emission Monitoring System 
CFR Code of Federal Regulations 
co Carbon Monox:i.de 
ERMS Emissions Reduction Market System 
HAP Hazardous A; r 

-"~ Pollutant 
IAC Illinois Administrative Code 
I. D. No. Identification Number of Source, assigned by Illino:Ls EPA 
ILCS Illinois Compiled Statutes 
Illinois EPA Illinois Environmental Protection Agency 
LAER Lowest Achievable Emiss:Lon Rate 
tvJACT Maximllill Achievable Control Technology 
MSSCAr-1 I'C!aj or Stationary Sources Construction and t-1odification (35 

IAC 203, New Source RevievJ for non-attainment areas) 
NESHAP National Emission Standards for Hazardous Air Pollutants 
NOr. Nitrogen Oxides 

I NSPS New Source Performance Standards 
PM Particulate Matter 
PM10 Particulate matter with an aerodynamic diameter less than or 

equal to a nominal 10 microns as measured by applicable test 
or monitoring methods 

PM2.s Particulate matter with an aerodynamic diameter less than or 
equal to a nominal 2.5 microns as measured by applicable 
test or monitoring methods 

PSD Prevention of Significant Deterioration ( 40 CFR 52.21, New 
Source Review fer attainment areas} 

RNP Risk Management Plan 
802 Sulfur Dioxide 
Tl Title I - identifies Title .,. conditions that have been i J. 

carried over from an existing perrnit 
TlN Title I New - identifies Title I conditions that are being 

established in this permit 
TlR 

I Title I Revised - identifies Title I conditions that have 
been carried over from an existing t and subsequently 
revised in this permit 

USEPA United States Environmental Protection lqency 
VOM Volatile Organic t-1aterial 
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3.0 CONDITIONS FOR INSIGNIFICANT ACTIVITIES 

3.1 

The following activities at the source constitute insignificant 
activities as specified in 35 IAC 201.210: 

3.1.1 Activities determined by the Illinois EPA to be 
activities, pursuant to 35 IAC 201.210(a) (1) and 201.211, as 
follows: 

None 

3.1.2 Activities that are insignificant activities based upon maximum 
em:Lssions, pursuant to 35 Lll,.C 201.210 (a) (2) or (a) (3), as 
follows: 

None 

3.1.3 Activities that are insignificant activities based upon their 
type or character, pursuant to 35 IAC 201.2l0(a) (4) through 
(18), as follows: 

Direct combustion units designed and used for comfort: heat 
purposes and fuel combustion emission units as follows: (A) 
Units with a rated heat of less than 2. 5 rnmBtu/hr 
that fire only natural gas, propane, or 1 f.ied petroleum gas; 
{B) Units with a rated heat input capacity of less than 1.0 
mmBtu/hr that fire only oil or: oil in combination with 
natural gas, propane, or liquefied gas; and [C) Units 
with a rated heat input capacity of less than 200,000 Btu/hr 
which never burn refuse, or treated or chemically contaminated 
>vood. [35 IAC 201.210 (a) ( 4) J 

Storage tanks of organic liquids with a capacity of less than 
10,000 gallons and an annual throughput: of less than 100,000 
gallons per year, provided the storage tank is not used for the 
storage of gasoline or any material listed as a HAP pursuant to 
Section ll2(b) of the CZ:IA. [35 IAC 20L210(a) (10)} 

Storage tanks of any size containing virgin or re-refined 
distillate oil, hydrocarbon condensate from natural gas pipeline 
or storage systems, lubricating oil, or residual fuel oils. [35 
IAC 201.210(a) (11)] 

Gas turbines and stationary reciprocating internaJ. co:mbusti.on 
engines of less than 112 kW (150 horsepower) pm,er output. [35 
IAC 210.210 (a) (15)] 

Gas turbines and stationary internal combustion 
of bet~r<een 112 k~'l and 1,118 k'0J (150 and 1, 500 

horsepowe.r) pmver output that are emergency or standby un.i.ts. 
[35 IAC 201.210(a) (16)] Also, see Condition 3.4. 
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3.2 

3 .l. 4 Activities that are considered insignificant activities pursuant 
to 35 IAC 201.210(b). Note: These activities are not required 
to be listed. 

cant activities indentified in Section 3.1 above are subject 
status as insignificant 

activfties. In particular, in addition to 
cability, such as 35 IAC 212.301 and 212.123 

:Lens of 
(Condition 5.3.2), 

the Perwittee shall comply with the 
applicable: 

3.2.1 

3.2.4 

3.3.2 

For each particulate matter process em1sslon unit, the Permittee 
shall comply ;,,.;ith the matter emission 
limit of 35 IAC 212.321 or 212.322 (see Attachment 2) and 35 IAC 
Part 266. For , the matter emissions from a 
process emission unit shall not exceed 0.55 per hour f 
the emission unit's process rate is 100 pounds per hour 
o:c .less, to 35 It:; .. C 266 ~ 11.0 G 

For each c material em1ss~on unit that uses 
material, e~g .. , a Inixer or line, the Permitte~::; sh_al.l 

with the VOM emission lin~t of 35 lAC 215.301, 
which requires that organic material emissions not exceed 8.0 

per hour or, if no odor nuisance exists, do not 
as photochemically reactive material as defined in 35 IAC 
211.4690. 

For each open burning activity, the Permittee shall 
35 IAC Part 237, the requirement to obtain 
for open burning in accordance >vith 35 IAC 237.201, if 

For each affected emergency diesel under 40 CFR 63 
Subpart ZZZZ, National Emission Standards for Hazardous Air 
Pollutants for Internal Combustion Engines (RICE), 

LDnitations, Work 
Practice Standards, iance 
and Recordkeeping and Notification s that 
the rule in accordance with the compliance dates in 40 CFR 
63.6595(a) (1). 

The Permittee is not required to the Illinois EPA of 
additional insignificant activities present at the source of a 
type that is identified in Condition 3.1, until the renewal 

cation for this is submitted, pursuant to 35 IAC 
201.212 (a). 

The Permittee must notify the Illinoi.s EPA of any proposed 
addition of a new insignificant activity of a type addressed by 

8 
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3.3.3 

3. 4 

3. 4.1 

35 IAC 201.210\a) and 201.211 other than those identified in 
Condition 3.1, pursuant to Section 39.5(12) (b) of the Act. 

The Permittee is not required to notify the Illinois EPA of 
additional insignificant activities present at the source of a 
type identified in 35 II~C 201.210 (b) . 

ion 

The diesel engine is a process emission unit used to drive a 
fire pump. The Permittee operates one (1) 208 Hp diesel fire 
pump. It is considered an insignificant activity, per Section 
3 .1. 

Note: This narrative description is for informational purposes 
only and is not enforceable. 

List of Emission Units and Air Pollution Control Equipment 

Emission 
Unit 

#1 Distillate Fuel 
Oil: 208 

.l;,pplicable Provisions and Regulations 

Date Control 

2002 

a. The "affected diesel engine" for the purpose of these unit-
specific conditions, is the diesel described in 
Conditions 3.4.1 and 3.4.2. 

b. Pursuant to 35 IAC 212.123 

i. No person shall cause or allow the emission of smoke 
or other particulate matter, with an ty greater 
than 30 percent, into the atmosphere from any 
emission unit. 

ii. The emission of smoke or other particulate matter 
from any such emission unit may have an opacity 

than 30 percent but not greater than 60 
percent for a period or periods aggregating 8 minutes 
in any 60 minute period provided that such opaque 
emissions permitted any 60 minute period shall 
occur from only one such emission unit located within 
a 1000 ft radius from the center point of any other 
such emission unit owned or operated by such person, 
and provided further that such opaque emissions 
permitted from each such emission unit shaLl be 
limited to 3 times in any 24 hour period. 

9 
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3. 4 < 4 

c. Pursuant to 35 IAC 214.301, nope son shall cause or 
allow the emission of sulfur diox de into the 
atmosphere from any process emiss on source to exceed 
2000 ppm. 

d. Pursuant to 40 CFR 63.6885, the Permittee is subject to 40 
CFR 63 Subpart ZZZZ - Stationary Reciprocating Internal 

a. 

Combustion Engines as an m"'ner or operate a st RICE 
at a or or area source of HAP emissions. 

i. For located at an area source of HAP 
emissions, a RICE is existing if you 
comrnenced construction or reconstruction of the 
stationary RICE before June 12, 2006, pursuant to 40 
C FR 6 3 . 6 S 9 0 ( a ) ( 1 ) ( J.i i ) . 

ii. Pursuant to 40 CFR 63.6605(a), the Permittee must be 
in with the emission limitations, 
operating limitations, and other requirements in this 
subpart that apply to you at all times. 

iii. Pursuant to 40 CFR 63.6605(b), at all times the 
Permittee must operate and maintain any affected 
source, associated air lution control 
equipment and monitoring , in a manner 
consistent with safety and good air control 

for minimizing emissions. The general ~Jty 
to minimize emissions does not you to make 
any further efforts to reduce emissions if levels 
required by this standard have been achieved. 
Determination of whether such operation and 
maintenance procedures are being used will be based 
on information available to the Adrninistrator v<hich 
may include, but is not limited to, monitoring 
results, review of operation and maintenance 
procedures, review of operation and maintenance 
records, and inspection of the source. 

of Regulations of Concern 

The affected diesel engines are not subject to the New 
Source Performance Standards (NSPS) for Compression 
Ignition Internal Combustion Engines, 40 CFR Part 60, 
Subpart I I I I, because the Permit tee did not corn.m.ence 
construction {date that construction commences is the date 
the engine is ordered by the Permittee) of the affected 
diesel engines after July 11, 2005 where the affected 
diesel are: 

i. t'lanufactured after April. 1, 2006 and are not fire 
pump engines, pursuant to 40 CE'R 60.4200(a)(2)(i). 
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3.4.5 

Manufactured as a certified National Fire Protection 
Association (NFPA) fire pump engine after· 
July 1, 2006, pursuant to 40 CFR 60.4200 (a) (2) (ii). 

Note: To qualify for this non-applicability, the Permittee 
has certified that the diesel engine has not been modified 
or reconstructed after July 11, 2005. 

b. The affected diesel engines (used as diesel generators) are 
not subject to the Acid Rain Program, 40 CFR 72, because 
the affected diesel engines are units, as 
defined 40 CFR 72.6{b) {8). Pursuant to 40 CFR 72.2, 
"utility unitu is defined as a unit owned or operated by a 
util generator in any State that produces 

for sale 

~. The affected diesel is not subject to 35 IAC 212.321 
or 212.322, due to the unique nature of such units, a 
process weight rate cannot be set so that such rules cannot 

be applied, pursuant to 35 IAC 212.323. 

d. The affected diesel engine is not ect to 35 IAC 216.121 
because the affected diesel is not fuel combustion 
units, as defined by 35 IAC 211.2470. 

The affected engine is not subject to 35 IAC 217 
Subpart Q: Stationary Rec Internal 
Combustion And Turbines, because the affected 

is used as an emergency or standby unit as 
defined by 35 IAC 21L 1920, pursuant to 35 IAC 
2l7.386(b) (1). 

ii. The affected diesel engine is not subject to 35 IAC 
217.141 because the affected diesel engine is not a 
fuel combustion unit, as defined by 35 IAC 211.2470. 

f. The affected diesel engine is not subject to 40 CFR Part 
64, Compliance Assurance Monitoring (CAM) for Major 
Stationary Sources, because the affected diesel engine has 
the PTE < 100 tpy of any t and does not use an add-
on control device to achieve compliance with any emission 
limitation or standard. 

Control Requirements and Work Practices 

a. Pursuant to 40 63.6603(a), if you own or operate an 
existing stationary RICE located at an area source of HAP 
emissions, you must comply with the requirements in Table 
2d of 40 CFR 63 Subpart ZZZZ and the operating limitations 
in Table 2b of 40 CFR 63 Subpart ZZZZ that apply to you. 

1.. Table 2b has no applicable requirements as the source 
consists of existing emergency stationary or black 
start RICE which are not subject to a emission limit. 
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Option #2 is limited to existing CI stationary RICE 
>500 HP complying with the requirement to limit or 
reduce the concentration of CO in the stationary RICE 
exhaust and using an oxidation catalyst. 

ii. Table 2d has the following requirements 
for emergency stationary CI RICE and black start 
stationary CI RICE2 (option #4): 

A. Change oil and filter every 500 hours of 
operation or annually, whichever comes first; 1 

B. air cleaner every 1,000 hours of 
or annually, whichever comes first, 

as necessary; and 

C. Inspect all hoses and belts every 500 hours of 
operation or annually, whichever comes first, 
and replace as necessary. 

Sources have the option to utilize an oil 
analysis program as described in 40 CFR 
63.6625(i) or {j) in order to extend the 

fied oil in Table 
2d of 40 CFR 63 

If an ernE:rgency is 
an emergency and it is not 

possible to shut down the order 
to the management 
requirements on the schedule in 
Table 2d of 40 CFR 63 ZZZZ, or if 
performing the management practice on the 

schedule would otherwise pose an 
unacceptable risk under federal, state, 
or local law, the management practice can 
be delayed until the emergency is over or 
the risk under federal, 
state, or local law has abated. The 
management practice should be performed 
as soon as practicable after the 
emergency has ended or the unacceptable 
risk under federal, state, or local law 
has abated. Sources must report any 
failure to perform the management 
practlce on the schedule required and the 
federal, state or local law under which 
the risk was deemed unacceptable~ 

lll. Pursuant to 40 63.6625(i), the Permittee, who owns or 
operates a stationary CI engine that is ect to 
the work, operation or management practices in items 
l or 2 of Table 2c of 40 CFR 63 ZZZZ or in items l or 
4 of Table 2d of 40 CFR 63 ZZZZ, you have the option 
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of utilizing an oil analysis program in order to 
extend the specified oil change requirement in Tables 
2c and 2d of 40 CFR 63 ZZZZ. The oil analysis must 
be performed at the same frequency specified for 
changing the oil in Table 2c or 2d of 40 CFR 63 ZZZZ. 
The analysis program must at a minimum analyze the 
following three parameters: Total Base Number, 
viscosity, and percent water content. The condemning 
.limits for these parameters are as follows: Total 
Base Number is less than 30 percent of the Total Base 
Number of the oil when new; viscosity of the oil has 
changed by more than 20 percent from the viscosity of 
the oil when new; or percent water content (by 
volume) is greater than 0.5. If all of these 
condemning limits are not exceeded, the engine owner 
or operator is not required to change the oil. If 
any of the limits are exceeded, the engine owner or 
operator must change the oil within 2 business days 
of receiving the results of the analysis; if the 
engine is not in operation when the results of the 

is are received, the engine owner or operator 
must change the oil within 2 business days or before 
cornmencing operation, whichever is later. 'I'he o;..mer 
or operator must keep records of the parameters that 
are analyzed as part of the program, the results of 
the analysis, and the oil changes for the 
The analysis program must be part of the maintenance 
plan for the engine. 

b. Pursuant 40 CFR 63.6604(b), beginning January 1, 2015, if 
you own or operate an existing emergency CI stationary RICE 
with a site rating of more than 100 brake HP and a 
displacement of less than 30 liters per cylinder that uses 
diesel fuel and operates or is contractually obligated to 
be available for more than 15 hours per calendar year for 
the purposes specified in 40 CFR 63.6640(f)(2)(ii) and 
(iii) or that operates for the purpose specified in 40 CFR 
63.6640(f)(4)(ii), you must use diesel fuel that meets the 
requirements in 40 CFR 80.510(b) for nonroad diesel fuel, 
except that any existing diesel fuel purchased (or 
otherwise obtained) prior to January 1, 2015, may be used 
until depleted. 

c~ Pursuant 40 CFR 63~6625{e} {3), the Permittee, who owns and 
operates an existing emergency or black start stationary 
RICE located at an area source of HAP emissions, must 
operate and maintain the stationary RICE and after
treatment control device (if any) according to the 
manufacturer's emission-related written instructions or 
develop your own maintenance plan which must provide to the 
extent practicable for the maintenance and operation of the 
engine in a manner consistent with good air pollution 
control practice for minimizing emissions. 

13 
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3.4.6 

d. Pursuant 40 CFR 63.6625 (h), the Permittee who owns and 
operates an existing stationary , must minimize the 
engine's time spent at idle during startup and minimize the 
engine's startup time to a period needed for 
and safe loading of the engine, not to exceed 30 minutes, 
after which time the emission standards applicable to all 
times other than startup in Tables la, 2a, 2c, and 2d to 
this subpart apply. 

e. Ultra Low Sulfur Distillate (OLSD) fuel oil shall be the 
fuel fired in the affected diesel engine. 

Production and Emission Limitations 

In addition to Condition 5.3.2 and the source-wide emission 
limitations in Condition 5.6, the affected engine are subject to 
the following: 

a. Pursuant to 40 CFR 63.6640(f): 

'l'he Permittee, who 
RICE, must operate 

ovms or operates an emergency st.at1onary 
the emergency stationary RICE according 

to the 
63.6640. 

in (f) ( 1) ( 4) 4 0 CFR 
In order for the engine to be considered an 

emergency sta RICE under 40 CFR 63 ZZZZ, any 
operation other than emergency operation, maintenance and 
testing, emergency demand response, and operation in non
emergency situations for 50 hours per year, as described in 
paragraphs (f) (l) through (4) of 40 CFR 63.6640, is 
prohibited. If you do not operate the according to 
the requirements in paragraphs (f) (1) through (4) of 40 CFR 
63.6440, the engine will not be considered an emergency 
engine under this subpart and must meet all requirements 
for non-emergency 

1. There is no time limit on the use of emergency 
stationary RICE in emergency situations. 

ii. You may operate your emergency stationary RICE for 
any combination of the purposes fied in 

(f)(2) (i) through (iii) of 40 CFR 63.6640 
for a maximum of 100 hours per calenda.r yea.r. Any 
operation for non-emergency situations as allowed by 
paragraphs (f) (3) and (4) of 40 CFR 63.6640 counts as 
part of the 100 hours per calendar year allowed by 
paragraph 40 CF'R 63.6640(f) (2). 

A. Emergency stationary RICE may be operated for 
maintenance checks and readiness 
provided that the tests are recornmended by 
federal, state or local government, the 
manufacturer, the vendor, the regional 
transmission zation or equivalent 
balancing authority and transmission operator, 
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3.4.7 

or the insurance company associated with the 
engine. The owner or operator may petition the 
Administrator for approval of additional hours 
to be used for maintenance checks and readiness 

, but a petition is not required if the 
owner or operator maintains records indicating 
that federal, state, or local standards 
maintenance and testing of emergency RICE 
beyond 100 hours per calendar year. 

Testing Requirements 

a. i. 

iL 

Upon >o.Jritten request by the Illinois EPA, the 
Permittee shall have of the exhaust from 
the affected diesel (s) tested during 
representative operating conditions as determined by 
a qualified observer in accordance with USEPA Test 
Method 9, as further specified below, pursuant to 
Section 39.5[7) (dl of the Act. 

Such shall be conducted for diesel 
engine(s) within 70 calendar days of the request, or 
on the date diesel (s) next operates, or on the 
date agreed upon by the Illinois EPA, whichever is 
later. 

iii. The duration of opacity observations for each test 
shall be at least 30 minutes (five 6-minute averages) 
unless the average opacities for the first 12 minutes 
of observations (two six-minute averages) are both 
less than 10.0 percent. 

iv. The Permittee shall notify the Illinois EPA at least 
7 days in advance of the date and time of these 
tests, in order to allow the Illinois EPA to witness 
testing. This notification shall include the name 
and employer of the qualified observer(s). 

v. The Permittee shall promptly notify the Illinois EPA 
of any in the time or date for 

vi. The Permittee shall provide a copy of its observer's 
readings to the Illinois EPA at the time of testing, 
if Illinois EPA personnel are present. 

vii. The Permittee shall submit a written report for this 
testing within 15 days of the date of testing. This 
report shall include: 

A. Date and time of testing. 

B. Name and employer of qualified observer. 

C. Copy of current certification. 

15 
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b. 

D . ion of observation conditions. 

E~ Description of diesel engine 
conditions. 

F. Raw data. 

H. Conclusions. 

In the event that the fuel oil supplier is unable to 
the sulfur content of the fuel oil for 

the affected diesel , the Permittee shall have 
the sulfur content of the oil to the affected 
diesel engines, in lbs/mmBtu, determined from an 
analysis of ve of the oil supply, 
as follows, pursuant to Section 39.5(7) (d) of the 
l\Ct: 

A. taken no later than 90 
the affected diesel 
permit, provided, however, 

that if such is taken 
operation of the affected , the 
sample shall be taken 
to the storage tank. 

to adding more oil 

B. From a sample taken no later than 30 days after 
acceptance of a shipment of fuel whose sulfur 
content would not meet Condition 3.4.3(c) based 
upon supplier data, provided however, that if 
the affected diesel engines are operated 
following acceptance of such a shipment, the 
sample shall be taken prior to adding a 
subsequent of oil to the relevant 
storage tank .. 

C. From a sample taken no later than 30 days after 
a request for such a sample is made by the 
Illinois EPA, provided, hov<ever, that such 
sample shall be taken to adding more oil 
to the relevant storage tank. 

ii. Sampling and analysis, including that which forms the 
basis for the suppliers' data, shall be conducted 
using methods that would be acceptable under the 
federal New Source Performance Standards for 
Stationary Gas Turbines, 40 CFR 60.335(b)(2) and (c) 
or the federal Acid Rain Pr·ogram, 40 CFR 75, l>ppendix. 
D, Opt onal S02 Emissions Data Protocol for Gas-Fi.r.:ed 
and Oi -Fired Units e.g., ASTM 04057-88 and ASTM 
0129-9 
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3. 4. 8 

3.4.9 

Note: Cond.ition 3.4.7(b) (ii) is for fuel testing 
methodology only, and is in no way intended to subject the 
source to those provisions. 

t"ioni taring Requirements 

a. If an affected diesel engine is routinely operated or 
exercised to confirm that the affected diesel engine will 
operate when needed, the operation and opacity of the 
affected diesel engine shall be formally observed by 
operating personnel for the affected diesel engine or a 
member of Permittee's environmental staff on a 
basis to assure that the affected diesel engine 1s 
operating properly, which observations shall be made at 
least every six months. 

b. If an affected diesel engine is not operated or 
exercised, i.e., the time interval between operation of an 
affected diesel engine is t greater than six 
months, the operation and opacity of the affected diesel 
engine shall be formal observed as provided above each 
time the Permittee carries out a scheduled exercise of the 
affected diesel engine. 

c. The Permittee shall also conduct formal observations of 
and opacity of an affected diesel upon 

written request by the Illinois EPA. With the agreement of 
the Illinois EPA, the Permittt=e may schedule these 
observations to take place periods when it would 
otherwise be operating the affected diesel engine. 

Note: The "formal observationn required above is not 
intended to be a USEPA Test Method 9 opacity test, nor does 
the observation require a USEPA Test Method 9 certified 
observer. It is intended to be performed by personnel 
familiar with the operation of the affected diesel engine 
who would be able to make a determination based from the 
affected diesel engine who would be able to make a 
determination based from the observed opacity as to ;o;hether 
or not the affected diesel engine was running properly, and 
subsequently initiate a corrective action if necessary 

d. Pursuant to 40 CFR 63.6625(f), the Permittee, who owns and 
operates an existing emergency stationary RICE located at 
an area source of HAP emissions, must install a non
resettable hour meter if one is not already installed. 

Recordkeeping Requirements 

In addition to the records required by Condition 5.9, the 
Permittee shall maintain records of the following items for each 
affected diesel engine to demonstrate compliance with Conditions 
5.6.1 and 3.4.3, pursuant to Section 39.5(7) (b) of the Act: 

l7 
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a. L An operating log for each affected diesel engine, 
which shall include the following information: 

A. Information for each time the affected diesel 
engine is operated, with date, time, duration, 
and purpose (i.e., exercise or power service). 

and annual records of hours of 
of each engine and total hours of 

operation. 

B. Information for the observations conducted 
pursuant to Condition 3.4.8(a) or 3.4.7(a), 
with date, time, , and findings. 

I. The Permittee shaH reco.rds for all 
opacity measurements made in accordance 
with USEPA Method 9 for an affected 
diesel that it conducts or that 
are conducted on its behalf by 
individuals who are fied to make 
such observations for Condition 3.4.7(a). 
For each occasion on which such 
observations are made, these records 
shall include the identity of the 
observer, a of the various 
observations that were made, the observed 

and of the raw data 
sheets for the observations. 

II. The Permittee shall keep records for all 
formal observations of opacity conducted 
pursuant to Condition 3.4.8!a). For each 
occasion on which observations are made, 
these records shall include the date, 
time, of the observer, a 
description of the various observations 
that were made, whether or not the 
affected diesel engine was 
properly, and whether or not corrective 
action is necessary and was subsequently 
initiated. 

C. Information identifying any deviation from 
Condition 3.4.5(b). 

ii. A maintenance and repair log for each affected diesel 
engine and associated equipment, listing activities 
performed with date. 

iii. The Permittee shall keep records of good operating 
practices for each affected diesel engine, as defined 
in Condition 3.4.5(a). 

1.8 
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b. Fuel usage for the affected diesel engines: 

1. Total usage of fuel oil for the affected diesel 
engines, gallons/month and gallons 

c. The following records related to the sulfur content of the 
oil fuel supply and 502 emissions of the affected diE;sel 
engines: 

1. Records for each shipment of fuel for the affected 
diesel engines, date, , guant 
(in gallons), sulfur content, and whether the 802 

emissions from the burning of such fuel would meet 
the standard in Condition 3.4.3(c). 

ii. The Permittee shall maintain records of the sulfur 
content of the fuel oil supply to the affected diesel 
engines, based on the average of material in 
the storage tank, or the sulfur content of the 
shall be assumed to be the sulfur content in 
any shipment in the tank. 

Emissions from each affected diesel 
S02 , VOM, and PM) in tons/month and 
supporting calculations and data as 
3. 4. 9. 

( i , e . , NOx, CO 1 

with 

e. Pursuant to 40 CFR 63.6655(d), the Permittee must the 
records in Table 6 of 40 CFR 63 Subpart ZZZZ to 
shm..; continuous compliance v<ith each emission or operating 
limitation that applies to you. 

i. Table 6 has the following applicable requirements 
when complying with the requirement for Work or 
Management practices for existing emergency and black 
start stat RICE located at an area source of 
HAP (option #9): 

A. Operating and maintaining the stationary RICE 
according to the manufacturer's emission
related operation and maintenance instructions; 
or 

B. Develop and follow your own maintenance clan 
1--1hich must provide to the extent practicable 
for the maintenance and operation of the engine 
in a manner consistent with good air pollution 
control practice for minimizing emissions. 

f. Pursuant to 40 CFR 63.6655(e), the Permittee must keep 
records of the maintenance conducted on the stationary RICE 
in o.rder to demonstrate that you operated and maintained 
the stationary RICE and after-treatment control device (if 
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any) according to your o>·m maintenance plan if you own or 
operate any of the following stationary RICE. 

g. Pursuant to 40 CFR 63.6655(£), the Permittee, who owns or 
operates an existing emergency stationary RICE located at 
an area source of HAP emissions that does not meet the 
standards applicable to non-emerqency engines, must 
records of the hours of operation of the that is 
recorded throuqh the non-resettable hour meter. The owner 
or operator must document how many hours are spent for 
emergency operation, what classified the 
operation as emergency and how many hours are spent for 
non-emergency If the engine is used for the 
purposes fied in 40 CFR 63.6640(£) 12) (ii) or (iii) or 
40 CFR 63.6640(f) (4) (ii), the owner or operator must keep 
records of the notification of the emergency situation, and 
the date, start time, and end time of 
t.hese purposes .. 

operation for 

3.4.10 Report 

a, of De'f,.riations 

The Permittee shall prornotlv noti the Illinois EPfl ... ! Air 
Compliance Unit, of deviations of an affected diesel 

with the as follows, pursuant 
to Section 39.5{7)(f)(ii) of the Act. shall 
describe the 
corrective actions or 

cause of such deviations, and any 
ve measures taken: 

l. Emissions of opacity, , from the affected diesel 
engines in excess of the limits specified in 
Conditions 3.4.3 within 30 of such occurrence. 

ii. affected diesel engines in 
with the requirements fied in 

Condition 3.4.5 within 30 days of such occurrence. 

b. Pursuant to 40 CFR 63.6645 (a) (2), the Permittee must submit 
all of the notifications in 40 CFR 63.7(b) and (c), 
63.8(e), (£)(4) and (f)(6), 63.9(b) {e), and (g) 
and (h) that apply to you by the dates fied if you own 
or operate an existing stationary RICE located at an area 
source of HAP emissions. 

i. Pursuant to 40 CF'R 63.6645(a) (5), 40 CFR 
63.6645(a) (2) does not apply if you own or 
existing stationary emergency RICE. 

c. The Permittee shall submit reports for 40 CF'R 63 ZZZZ ln 
accordance ;dth the requirements of 40 CFR 63. 6650. 

20 
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3. 4.11 Operational Flexibility/Anticipated Operating Scenados 

Operational flexibility is not set for the affected diesel 
engine~ 

3.4.12 Compliance Procedures 

a. Compliance <.-Jith the P1•1 emission limitations of Conditions 
3.4.3(b) is addressed by the requirements of Condition 
3.4.5{a), the testing requirements in Condition 3.4.7(a), 
the monitoring requirements of Condition 3.4.B(a), the 

b. 

records in Condition 3.4.9(a), and the 
required in Condition 3.4.10(a). 

Compliance with the S02 emission limitation of 
Condition 3.4.3(c) (i) is addressed by the 
requirements of Condition 3.4.5, the testing 

rements in Condition 3.4.7(b), and the records 
and reports 
and 3.4.10(a). 

in Conditions 3.4.9(b) and (c) 

ii. For this purpose, complete conversion of sulfur into 
so2 shall be assumed, e.g' r SOz emlSSlOnS in lb/mmBtu 
are twice the sulfur content of the fuel in 
lb/mrnBtu, using the following equation: 

Note: Stoichiometric combustion of distillate oil with the 
maximum available sulfur content, i.. e., 1. 0 percent, would 
result in an S02 concentration in the exhaust that is well 
belm-1 the 2000 ppm l.i.m.it in Condition 3.4.3(c) (i), i.e., 
only about 500 ppm, based on 10,320 scf/rnmBtu, the F-factor 
for oil in USEPA's Reference Method 19. 

c. Compliance with the emission limits i.n Conditions 5.6 are 
addressed by the records and reports in Conditions 
3.4.9 and 3.4.10 and the emission factors and formulas 
listed below if suitable manufacture's emission rate data 
is not available: 

:L. Emission factors for the affected diesel engines up 
to 600 horsepower: 

VOM 
PM 
SOz 
NO" 
co 

Emission Factors 
{lb/mmBtu) 
Fuel Input 

0.35 
0~31 

0.29 
4.41 

(lb/ho:hr) 
Power Output 
2. 4 6 X 10 -G 3 

2 .. 20 X 10 -03 

2.05 X 10 -OJ 

0.031 
6.68 X 10 -OJ 
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The heat content of distillate fuel oil shall be 
assumed to be 137,030 Btu/gal as per AP-42. 

Emissions "" Distillate Fuel Oil Usage x Heat Content 
of Fuel Oil x Emission Factor 

The emission factors are for Gasoline And Diesel 
Industrial from AP-42 Section 3.3 (dated 
October 1996). 
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4.0 SIGNIFICANT EMISSION UNITS AT THIS SOURCE 

Emission Date Emission Control 
Unit Description Constructed Equipment 

CTOl-04 Four 85 MW Natural Gas Fired May 2001 Dry Low NO, 
Turbines (1,082 mmBtu/hr) Combustors 

GH-1 
9.5 rnmBtu/hr Natural Gas Unknown None Fired Heater 
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5.0 OVERALL SOURCE CONDITIONS 

5.2 

5.3 

5 .1.1 

5.1.2 

This perrnit is issued based on the source requiring a CJl...APP 
permit as a major source of NOx, GHG,and CO emissions. 

This is issued based on the source a CAAPP 
permit as an "affected source" for the purposes of Acid 
Deposition Control, Title IV of the Clean Air Act, pursuant to 
40 CFR 70.3(a) (4). 

This permit is issued based on the source being a synthetic 
minor source of HAP emissions. 

This ~ is issued based on the source being located in an area 
that, as of the date of permit issuance 1 is designated attainment or 
uncl.assifiable for the National 1\rnbient Air Qual Standards for all 
criteria utants (CO, lead, NO:,, ozone, PtV12 . 5 , PMH, ) . 

5.3.1 

5.3.3 

Specific emission units at this source are subject to particular 
as set forth in Section 7 

Emission Units) of this 

In addition, emission units at this source are 
fo11owing of general 

fie Conditions 

ect to the 

a. No person shall cause or allow the emission of fugitive 
particulate matter from any process, including any material 

or storage activity, that is visible by an 
observer looking ly overhead at a beyond the 
property line of the source unless the wind speed is 
greater than 40.2 kilometers per hour (25 miles per hour), 
pursuant to 35 IAC 212.301 and 212.314. 

b. Pursuant to 35 IAC 212.123(a), no person shall cause or 
allow the emission of smoke or other particulate matter, 
with an opacity greater than 30 percent, into the 
atmosphere from any emission unit other than those emission 
units subject to the requirements of 35 IAC 212.122, except 
as allowed by 35 IAC 212.123(b) and 212.124. 

Ozone Depleting Substances 

The Permittee shall comply with the standards for recycling and 
emissions reduction of ozone depleting substances pursuant to 40 
CFR Part 82, Subpart F, except as provided for motor vehicle air 
conditioners in Subpart B of 40 CFR Part 82: 
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5.3.4 

a. Persons opening appliances for maintenance, service, 
repair, or disposal must comply vJith the required practices 
pursuant to 40 CFR 82.156. 

b, Equipment used durin<::; the maintenance, service, repair, or 
of appliances must comply with the standards for 

and recovery equipment pursuant to 40 CFR 82.158. 

c. Persons perforrning :maintenance, service, , or 
disposal of appliances nrnst be certified by an approved 
technician certification program pursuant to 40 CFR 82.161. 

Risk Management Plan (RMP) 

Should this source, as defined in 40 CFR 68.3, become 
subject to the federal regulations for Chemical Accident 
Prevention in 40 CFR Part 68, then the owner or operator shall 
submit the items below. This condition is imposed in this 
permit pursuant to 40 CFR 68.215(a}(2)(i) and (ii). 

a. A compliance schedu1e for meeting the s of 110 
CFR Part 68 by the date provided in 40 CFR 68.10(a); or 

b. A certificat.ion statement that the source is in compliance 
with al1 requirements of 40 CFR Part 68, including the 
registration and submission of the P11P, as part of the 
annual compliance certification Condition 9.8. 

Future Emission Standards 

a, Sho~ld this stationary source become subject to a 
revised regulation under 40 CFR Parts 60, 61, 62, 
35 IAC Subtitle B after the date issued of this 

new or 
or 63, or 

then the owner or operator shall, in accordance with the 
applicable regulation(s), comply wit:h the applicable 
requirements by the date(s) specified and shall certify 
compliance with the applicable requirements of such 
regulation(s) as part of the annual compliance 
certification, as required by Condition 9.8. This permit 
may also have to be revised or to address such new 
or revised ions (see Condition 9.12.2). 

b. This permit and the terms and conditions herein do not 
affect the Permittee's past and/or continuing obligation 
with respect to statutory or regulatory 
governing major source construction or modification under 
Title I of the CA.iJ,. Further, neither the issuance of this 
permit nor any of the terms or conditions of the permit 
shall alter or affect the liability of the Permittee for 
any violation of applicable requirements prior to or at the 
time of permit issuance. 
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5~3~6 

a. 

Action Plan 

L Pursuant to 35 IAC 244.141, the Permittee shall have 
on file with the IEPA an Episode Action Plan for 
reducing the levels of emissions during yellow 
alerts, red alerts, and emergencies, consistent with 
safe procedures. The Episode Action Plan 
shall contain the information specified in 35 IAC 
244.144. 

ii. 'l'he Permittee shall implement the should 
an air pollution alert or emergency be declared, as 

by 35 lAC 244.169, or as may otherwise be 
required under 35 IAC 244, Appendix D. 

iii. Pursuant to 35 lAC 244.143[d), if an operational 
occurs at the source which invalidates the 

sode Action Plan, a revised Action Plan 
shall be submitted to the IEPA for review within 30 
days of the and is automatical 
by reference provided the 

in writing, the IEPA within 30 days 
of the revision. In the event that the 

IEPA notifies the Permittee of a deficiency 1.vith any 
revision to the Action Plan, the Permittee 
shall be required to revise and resubmit the 
Action Plan within 30 days of receipt of notification 
to address the pursuant to Section 
39.5(7) (a) of the Act. 

iv. The sode Action Plan, as submitted the 
Permittee on 05/03/2004, is incorporated herein by 
reference~ The document constitutes the formal 
Episode Action Plan required by 35 IAC 244.142, 
addressing the actions that will be implemented to 
reduce S02, PM10 , N02, CO and VQt.1 emissions from 
various emissions units in the event of a low 
alert, red alert or emergency issued under 35 I!\.C 
244.161 244.165. 

v. Pursuant to Section 39.5(7) (b) of the Act, the 
Permittee shall keep a copy of the sode Action 
Plan, any arnendments or revisions to the Episode 
Action Plan (as required by Condition 5.3.6(a)), and 
the Permittee shall also keep a record of activities 
completed according to the Episode Action Plan. 

5. 4 Source-vJide Non-Applicability of RequJ.atio_ns of Concern 

Source-wide non-applicability of 
this source. However, there are terms 
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applicability of regulations of concern set forth in Section 7 of this 
permit. 

5.5 Source-Wide Control Requirements and Work Practices 

5.6 

Source-wide control requirements and work practices are not set for 
this source. However, there are requirements for unit fie control 
requirements and work practices set forth in Section 7 of this permit. 

5.6.1 

5.6.2 

5.6.3 

Permitted Emissions for Fees 

The annual emissions from the source, not considering 
insignificant activities as addressed by Section 3.0 of this 
permit, shall not exceed the following limitations. The overall 
source emissions shall be determined by adding emissions from 
all emission units. Compliance with these limits shall be 
determined on a calendar year basis. These limitations 
(Condition 5.6.1) are set for the purpose of establishing fees 
and are not federally enforceable (see Section 39.5(18) of the 
lkt). 

Pollutant Tons/Year 
Volatile Organic !V1aterial (VOM) 49.1 
~Jr Dioxide (S02) 10.1 

iculate Matter (PM) 49.1 
Nitroqen Oxides (NO") 245.0 
HAP, not included in V01'1 or PM 4.0 
Total 357.3 

Emissions of Hazardous Air Pollutants 

a. Pursuant to Section 39.5(7)(a) of the Act, the emissions of 
HAPs from the source shall be less than 10 tons/year for 
each individual HAP and 25 tons/year for all HAPs combined. 

Note: Emissions of HAPs are maintained at less than major 
source thresholds as a result of the limitations in Section 
7.1.6(a). 

Other Source-Wide Production and Emission Limitations 

Other source-wide emission limitations are not set for this 
source pursuant to the federal rules for PSD, state rules for 
!VfSSCAM, or Section 502(b) (10) of the CJi..A. However, there may be 
unit fie emission limitations set forth in Section 7 of 
this permit pursuant to these rules. 
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5.7 

5.7.1 Pursuant to 35 IAC 201.282 and Section 4(b) of the Act, every 
emission source or air pollution control equipment shall be 

ect to the following testing requirements for the purpose of 
determining the nature and quantities of specified air 
contaminant emissions and for the purpose of determining ground 
.level and ambient air concentrations of such air contaminants: 

a. Testing by Owner or Operator: The Illinois EPA may require 
the owner or operator of the emission source or air 

lution control equipment to conduct such tests in 
accordance with procedures adopted by the Illinois EPA, at 
such reasonable times as may be specified by the Illinois 
EPA and at the expense of the owner or operator of the 
emission source or air pollution control equipment. A.ll 
such tests shall or under the direction of a 
person qualified and/or ence in the field 
of air lution The Illinois EPA shall have the 

to observe all aspects of such tests. 
201.282\a)J 

[35 IAC 

b. the Illinois EPA: The Illinois EPA shall have 
to conduct such tests at any time at its own 

expense. Upon request of the Illinois EPA, the owner or 
of the emission source or air pollution control 
shall provide, without to the Illinois 

EPA, necessary holes in stacks or ducts and other safe and 
proper test facilities, including but 

instruments and devices, as may be 
necessary. [35 IAC 201.282 (b) J 

c. Any such tests are al.so subject to the Testing Procedures 
of Condition 8.5 set forth in the General Permit Conditions 
of Section 8. 

HAP to Verify Minor Source Status 

Pursuant to Condition 5. 7.1 and to ve.rify compliance V>Jith the 
requirements of Condition 5.6.2, that is that this source is not 
a major source of HAPs, the following testing requirements are 
established: 

a. If in the previous calendar year, the source exceeded the 
production limitations in 7.1.6(a), then testing for HAPs 
shall be conducted as follows: 

i. Testing shall be conducted using methods that would 
be e under the federal National Emissions 
Standards for Hazardous Air Pollutants for Stationary 
Combustion Turbines, 40 CFR 63 Subpart YYYY. 

ically, the testing procedures detailed at 40 
CFR 63.6120 of the performance tests section shall be 
used. For multiple turbines, the source owner or 
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5 .. 8 

5.9 

operator shall test largest turbine which makes the 
largest coni:ri.butions to individual and total HAP 
emissions. 

b. The testing shall be done within 180 days of the 
exceedanc,;;. 

c. Any such tests are also ect to the Testing Procedures 
of Condition 8.5 set forth in the General Permit Conditions 
of Section B~ 

Source-wide monitoring requirements are not set for this source. 
However, there are for unit fie moni set forth in 
Section 7 of this permit. 

5.9.1 

5.9.2 

Annual Emission Records 

The Permittee shall maintain records of total annual emissions 
on a calendar year basis for the emission units covered by 
Section 7 (Unit Specific Conditions for fie Emission Units) 
of this permit to demonstrate with Condition 5.6.1, 
pursuant to Section 39~5(7) (b) of the r.~ct~ 

Records for HAP Emissions 

"'. 

b. 

The Permittee shall maintain records demonstrating how 
compliance vlith the production limits of 7. L 6 (a) results 
in compliance Nith Condition 5.6.2 or alternatively shall 
maintain records of individual and combined HAP emissions 
on a monthly and annual basis for the emission units 
covered Section 7 (Unit fie Conditions for c 
Emission Units) of this permit to demonstrate compliance 
>·lith Condit.ion 5.6.2, pursuant to Section 39.5(7) (b) of the 
Act. 

If testing is required by Condition 5.7.2, the Permittee 
shall keep records of the testing, including the test date, 
conditions, ies, calculations, test results, and 
any discrepancies between the test results and formulation 

fications of Condition 5.9.2(c) below. 

The Permittee shall keep a record of the applicability 
determination for 40 CFR 63, Subpart YYYY, National 
Emission Standards for Hazardous Air Pollutants for 
Stationary Combustion Turbines, at the source for a period 
of five years after the determination. This determination 
shall include a detailed is that demonstrates why the 
Permittee believes the source is not subject to 40 CFR 63, 
Subpart YYYY. [40 CFR 63.10(b) (3)] 

9 
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5.10 

5.11 

5.12 

Retention and Availability of Records 

a. All records and logs required by this permit shall be 
retained for at least five years from the date of entry 
(unless a retention period is specified by the 
particular recordkeeping provision herein), shall be kept 
at a location at the source that is readily accessible to 
the Illinois EPA or USEP!-1., and shall be made available for 
inspection and copying by the Illinois EPA or USEPA upon 
request. 

b. The Permittee shall retrieve and provide (electronic 
or paper) during normal source office hours, any records 
retained in an electronic format (e.g., computer) in 
response to an Illinois EPA or USEPA request for records 
during the course of a source inspection. 

5.10.1 General Source-Wide s 

The Permittee shall promptly not! the Illinois EPA, Air 
Unit, of deviations of the source with the 

rements >·Jithin 30 days, pursuant to Section 39.5(7)(f)(ii) 
of the Act. Reports shall describe the 
deviations, and any corrective actions or measures 
taken. There are also report requirements for un:Lt fie 
emission units set forth in Section 7 of this permit. 

5. 10.2 Annual Emissions Report 

The annual emissions report required pursuant to Condition 9.7 
shall contain emissions information for the previous calendar 
year. 

Source-,.vide is not set for this source. 

5.12.1 Procedures for Calculating Endssions 

Except as provided in Conch tion 9. 1. 3, compliance with the 
source-wide emission limits specified in Condition 5.6 shall be 
addressed by the recordkeeping and reporting requirements of 
Conditions 5 .. 9 and 5 .. 10, and compliance procedures in Section 7 
(Onit Conditions for fie Emission Units) of this 
perrni t ~ 
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6.0 CONDITIONS FOR EMISSIONS CONTROL PROGRAMS 

6.1 Clean Air Interstate Rule (CAIR) Proaram 

6. L2 

6 .l. 3 

Applicability 

This source is an affected source for purposes of the Clean Air 
Interstate Rule ("CAIR") Program and the following emission 
units at the source are affected CAIR units: 

Turbines CTOl-04 

Note: Onder· Section 110 of the Clean Air Act (CAll.), the USEPA 
adopted the Clean Air Interstate Rule or CAIR, 40 CFR Part 96, 
to reduce and permanently cap emissions of sulfur dioxide (S02 ), 

and nitrogen oxides (NO.I from electric power plants that 
significantly contribute to fine particulate and ozone in the 
ambient air in the Eastern United States. To implement CAIR in 
Illinois, the Illinois EPA adopted 35 IAC Part 225 Subparts A, 
C, D and E. For purposes of this permit, these requirements are 
referred to as CAIR provisions. 

Applicable Cl\IR Requirements for S02 Emissions 

The owners and operators of this source shall not violate 
applicable CAIR provisions, in 35 IAC Part 225, Subpart C. S02 

emissions from the affected CAIR units shall not exceed the 
equivalent number of allowances that the source lawfully holds 
under these CAIR sions. 

Note: CAIR affected sources must hold CAIR S02 allowances to 
account for the emissions from the affected CAIR units. Each 
CAIR S02 allowance is a limited authorization to emit during the 
respective CAIR S02 annual period or subsequent period. The 
possession of S02 allowances does not authorize exceedances of 
applicable emission standards or violations of a:n:.bient air 
quality standards. 

r.~.pplicable CAIR Requirements for NO" Emissions 

The owners and operators of this source shall not violate 
applicable CAIR provisions, in 35 IAC Part 225, Subpart D. NO. 
emissions from the affected CAIR units shall not exceed the 
equivalent number of allowances that the source lawfully holds 
under these ClUR provisions. 

Note: CAIR affected sources must hold CAIR NO" allowances to 
account for the emissions from the affected CAIR units. Each 
CAIR NO. allowance is a limited authorization to emit during the 
respective CAIR NOx annual period or subsequent period. The 
poss ssion of NO. allowances does not authorize exceedances of 
appl cable ernission standards or violations of ambient air 
qual ty standards. 
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6.1.5 

6~1 .. 6 

6 .1. 7 

Applicable CAIR Requirements for NO" Ozone Season Emissions 

The owners and operators of this source shall not violate 
applicable CAIR provisions, in 35 IAC Part 225, E. 
Seasonal NO. emissions from the affected CAIR units shall not 
exceed the equivalent number of allowances that the source 
la-,.;fully holds under these CAIR provisions. 

Note: CAIR affected sources must hold CAIR NO. ozone season 
allowances to account for the emissions from the affected CAIR 
units. Each Cl-1IR NOx ozone season allowance is a limited 
authorization to emit during the respective CAIR No. ozone 
season or season. The possession of NOx allowances 
does not authorize exceedances of applicable emission standards 
or violations of ambient air standards, 

Monitoring, Recordkeeping and 

The owners and operators of the source and, to the extent 
t their 
requirements for monitoring, 

by 35 IAC Part 225 

CAIR Permit 

ive, shall comply with 
recordkeeping and 

C, D and E. 

The ovme:cs and operators of the source shall comply with the 
terms and conditions of the source's CAIR permit (attached). 

Note: This source is ect to a CAIR , v.rhich was issued 
pursuant to 35 IAC Part 225.320, 225.420 and 2254.520~ C.A.IR 
sources must be in with their CAIR permSts. 
This source's CAIR perm.i.t is into this CP...APP permit 
with a copy of the cun.·ent CAIR permit included as an attachment 
to this permit. Revisions and modifications to the CAIR permir 
are gover·ned by Section 39.5 of the J\ct. Accordingly, revision 
or renewal of the CAIR permit may be handled separately from 
this C.l\.l\PP permit and a copy of the ne1·1 CAIR permit may be 
included in this by Adrninistrati ve Arnendrnent. 

Coordination with other Requirements 

a. This permit does not contain any conditions that are 
intended to interfere with or modify the requirements of 35 
IAC Part 225 C, 0, and E, 40 CFR Part 96; or Title IV of 
the CAA. In particular, this does not restrict the 
flexibility of the owners and operators of this source to 
comply with CAIR provisions, including the ability to 
obtain CAIR NOz allowances from Illinois' Clean Air Set 
Aside (CASA) for projects. 

b. Where anothe.r: appl.i.cab1e requirement of the CAA is more 
stringent than an applicabl.e requirement of 35 I?.C Part 
225, Subparts C, D, or E; 40 CFR Part 96; or Title IV of 
the CAA, all requirements are incorporated into this permit 
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and are enforceable and the owners and operators of the 
source shall comply with both requirements. 
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6.2 

6.2.1 

6.2.2 

6.2.3 

6. 2. 4 

Under Title IV of the CAA, Acid Control, this source 
is an affected source and the following emission units at the 
source are affected units for acid deposition: 

Turbines CTOl-04 

Note: Title IV of the CAP., and other laws and 
thereunder, establish requirements for affected 

sources related to control of emissions of pollutants that 
contribute to acid rain. For purposes of this permit, these 
requirements are referred to as Title IV 

Emission Requirements 

The owners and operators of the source shall not violate 
Title IV provisions. S02 emissions of the affected 

units shall not exceed any allowances that the source lawfully 
holds under Title IV provisions. [Section 39.5(7) (g) and 
(17) (1) of the Act) 

Note: Affected sources must hold S02 allowances to account for 
the 502 emissions from affected units at the source that are 
subject to Title IV provisions. Each allowance is a limited 
authorization to emit up to one ton of S02 emissions or 
after a fied calendar year. The of allowances 
does not authorize exceedances of applicable emission standards 
or violations of ambient air quality standards. 

!'1onitoring, and 

The owners and operators of the source and, to the extent 
applicable, their des representative, shall comply with 

cable requirements for manit and 
reporting specified by Title IV provisions, 40 CFR 
Part 75.. [Section 39~5{7} (b) and 17(m) of the Jl,.ctJ 

}\c:i.d Rain Permit 

The owners and operators oF the source shall comply with the 
terms and conditions of the source's Acid Rain permit. [Section 
39.5(17) (l) of the Jl.ct] 

Note: The source is subject to an Acid Rain , which v-;as 
issued pursuant to Title IV provisions, including Section 
39.5(17) of the Act. Affected sources must be operated in 

with their Acid Rain permits. This source's Acid 
Rain permit is by reference into this and a 
copy of the current Acid Rain permit is included as Att chment 6 
of this perm.it. Revisions and modifications of this Ac d Rain 
permit, administrative cunencirnent.s and autornat , .... 

34 

Electronic Filing - Received, Clerk's Office :  10/30/2014 - * * * PCB 2015-088 * * * 



6.2.5 

amendrrrents to Sections 408(b) and 403(d) of the CA.0. or 
regulations thereunder) are governed by Title IV provisions, as 
provided by Section 39.5(13) (el of the Act. Accordingly, 
revision or renewal of the Acid Rain permit may be handled 
separately from this C~APP permit and a copy of the new Acid 
Rain permit may be included in this permit by acl.rninistrative 
amendment. 

Coordination with Other Requirements 

a. This permit does not contain any conditions that are 
intended to interfere with or modify the requirements of 
Title IV provisions. In , this does not 
restrict the under Title IV provisions of the 
owners and operators of this source to amend their Acid 
Rain compliance plan. [Section 39.5(17) (h) of the Act] 

b. Where another applicable requirement of the CAA. is more 
stringent than an applicable requirement of Title IV 

, both requirements are into this 
permit and are enforceable and the owners and operators of 
the source shall comply 1.;ri th both requirements. [Section 
39.5 7) (h) of the Act] 
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7.0 UNIT SPECIFIC CONDITIONS FOR SPECIFIC EMISSION UNITS 

7.1 Natural Gas-Fired Turbine (Subject to NSPS- 40 CFR Subpart GG) 

7 .Ll 

7 .1. 2 

7 .1. 3 

The turbines are process emission units used to 
The turbines are powered by natural gas. NOx 

emissions are controlled with dry low NO, combustion 

Note: This narrative ion is for informational purposes 
only and is not enforceable. 

a. The "affected turbines" for the purpose of these unit
fie conditions, are turbines described in Conditions 

7.1.1 and 7.1.2. 

b. Pursuant to 35 IA.C 212.123, 

l. No oerson shall cause or allow the emission of smoke 

iL 

or other matter, with an greater 
than 30 percent, into the atmosphere from any 
emiss:Lon unit. 

The emission of smoke or other matter 
from any such emission unit may have an opacity 
greater than 30 percent but not greater than 60 
percent for a periods aggregating 8 minutes 
in any 60 minute provided that such opaque 
emissions permitted during any 60 minute period shall 
occur from only one such emission unit located within 
a 1000 ft radius from the center po:Lnt of any other 
such emission unit owned or operated by such person, 
and provided further that such opaque emissions 
permitted from each such emiss:i.on unit shall be 
limited to 3 times in any 24 hour period. 

c. Pursuant to 35 lAC 214.301, no person shall cause or allow 
the emission of sulfur dioxide into the atmosphere from any 
process emi.ssi.on source to exceed 2000 ppm. 

d .. 'I'he affected turbines are subject to the NSPS for 
Stationary Gas Turbines, 40 CFR 60 Subparts A and 
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because the heat input at peak load is equal to or greater 
than 10.7 gigajoules per hour (10 mrnBtu/hr), based on the 
lower heating value of the fuel fired and the affected 
turbine commenced construction, modification, or 
reconstruction after October 3, 1977. The Illinois EPA 
administers the NSPS for subject sources in Illinois 
pursuant to a delegation agreement with the USEPA. 

i. Standard for Nitrogen Oxides: 

Pursuant to 40 CFR 60.332(b), electric utility 
s gas turbines with a heat at peak 
load greater than 107.2 gigajoules per hour (100 
million Btu/hour) based on the lower heating value of 
the fuel fired shall comply with the provisions of 40 
CFR 60.332(a) (1). Pursuant to 40 CFR 60.332(a) (1), 
no owner or operator of an affected turbine shall 
cause to be discharged into the atmosphere from such 
gas turbine, any gases which contain oxides 
in excess of: 

STD = 0.0075 + F 

Where: 

STD = Allowable NO" emissions (percent by volume at 15 
percent oxygen and on a dry basis). 

Y Manufacturer's rated heat rate at 
manufacturer's rated load (kilojoules per watt 
hour) or, actual measured heat rate based on 
lower heating value of fuel as measured at 
actual peak load for the facility. The value 
of Y shall not exceed 14.4 kilojoules per watt 
hour. 

F NO. emission allowance for fuel-bound nitrogen 
calculated from the nitrogen content of the 
fuel as follm·JS: 

'

Fuel-bound nitroaen 
(percent by weight) 

F 
(NOx percent by volume) 

Where: 

iN < 0.015 
,0.015 < N < 0.1 
10.1 < N s_ 0.25 
IN > 0.25 

0 
0. 04 (N) 

0.004 + 0.0067(N- 0.1) 
0.005 

N The nitrogen content of the fuel (percent by 
weight) determined in according with Condition 
7.1.8(b). 
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f. 

ii. Standard for Sulfur Dioxide: 

l. 

Pursuant to 40 CFR 60.333, on and after the date on 
which the test required to be conducted 
by 40 CFR 60.8 is completed, every owner or operator 
subject to the provision of 40 CFR 60 Subpart GG 
shall comply with one or the other of the following 
condit.ions: 

No owner or operator 
this subpart shall cause to be 

of 
the 

from any gas turbine any gases 
which contain sulfur dioxide in excess of 0.015 
percent by volume at 15 percent oxygen and on a dry 
basis, to 40 CFR 60.333(a). 

No owner or operator subject to the 
this subpart shall burn in any stat 
any fuel which contains total sulfur in 
percent by we (8000 ppmw), pursuant 
60.333\b). 

ions of 
gas turbine 

excess of 0.,8 
to 40 CE'R 

No owner or operator shall cause or allow the 
emissions of NO~ into the from th.e affected 
turbine to exceed 0.25 lbs/mmBtu of actual heat input 
during each ozone control from 
September 30, based on a ozone control 
aver·age, for that unit, ( 35 IAC 217.706 (a)] 

ii. Notwithstanding the above emission limitation of 35 
IAC 217.706(a), the affected turbine subject t.o a 
more stringent NOx emission limitation pursuant to any 
State or federal statute, including the Act, the 
Clean Air Act, or any ions promulgated 
thereunder, shall comply with both the requirements 
of 35 IAC 217 Subpart V and that more stringent 
emission limitation. [35 IAC 21.7. 706 (b)] 

Provisions 

Subject to the following terms and conditions, the 
Permittee is authorized to operate the affected turbines in 
violation of the applicable standards in Condition 7.1.3(b) 
and the hourly limits of 7.1.6 during startup. This 
authorization to exceed the standards in Condition 7.1.3(b) 
during is provided pursuant to 35 Il\C 201. 1.49, 
201.261 and 201.262, as the Permittee has applied for such 
authorization in its application, describing the 
efforts that will be used ".-to minimize startup emissions, 
duration of individual starts, and frequency of startups". 
The authorization to exceed the hourly limits of 7.1.6 
during startup was established in Permit 00050050. [Tl] 
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i. This authorization does not relieve the Permittee 
from the continuing obligation to demonstrate that 
all reasonable efforts are made to minimize startup 
emissions, duration of individual startups and 
f::::equency of startups. 

ii. The Permittee shall conduct startup of each affected 
turbine(s) in accordance with written procedures 
prepared by the Permittee and maintained at the 
facility, in the control room for the affected 
turbine(s), that are specifically developed to 
minimize emissions from and that include, at 
a minirru1m 1 the follohring :measures: 

A. The Permittee shall operate in accordance with 
the manufacturer's written and 
startup or other written procedures 
developed and maintained by the source owner or 
operator so as to minimize the frequency and 
duration of startups as well as the emissions 
associated with startups. These procedures 
should allow for a precheck of the unit 
to startup and review of operat parameters 
of the unit startup, or shutdown as 
necessary to make 
emissions. 

ustments to reduce 

B. The Permittee shall maintain the units in 
accordance with written procedures developed 
and maintained by the source owner or operator 
so as to minim~ze the duration of startups and 

iii. The 

the frequency of These maintenance 
practices shall include maintenance activities 
before the unit is started up, when the unit is 
in operation, and when the unit is shut down. 

described in 7.1.3(£1 (iii above shall 
be reviewed at least arn1ually to make necessary 

ustments and shall be made available to the 
Illinois EPA upon 

iv. The Permittee shall fulfill applicable recordkeeping 
and reporting requirements of Condition 7.1.9(o) and 
7.l.10(e). 

v. As provided by 35 IAC 201.265, an authorization in a 
permit for excess emissions during startup does not 
shield a Permittee from enforcement for any violation 
of applicable emission standard(s) that occurs during 

and only constitutes a prima facie defense to 
such an enforcement action provided that the 
Parmi ttee has ful.Ly c•:Jmplied with all terms and 
conditions connected with such authorization . 
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g. Malfunction and Breakdown Provisions 

Subject to the following terms and conditions, the 
Permittee is authorized to continue operation of an 
affected turbine in violation of the applicable standards 
in Condition 7.1.3(b) in the event of a malfunction or 
breakdown of the affected turbines. This authorization is 
provided pursuant to 35 IAC 201..149, 201.261 and 201.262, 
as the Permittee has for such authorization in its 
application, generally explaining why such continued 
operation would be to provide essential service or 
to prevent risk of ury to personnel or severe damage to 
equipment, and describing the measures that will be taken 
to minimize emissions from any malfunctions and breakdowns. 
This authorization supersedes the prohibition in 
Condition 9.2.3 continued operation in such 
circumstances. 

i. This authorization only allows such continued 
operation as necessary to provide essential service 
or prevent risk of injury to personnel or severe 

to equipment and does not extend to contim1ed 
solely for the economic benefit of the 

Permittee. 

ii. Upon occurrence of excess endssions due to 
malfunction or brea the Permittee shall as soon 
as the turbine, remove the affected 
turbine from service, or undertake other action so 
that excess emissions cease. 

iii.. The Permittee shall fulfill the applicable 
and reporting requirements of 

Conditions 7.1.9(p) and 7.1.10(f). For these 
purposes, time shall be measured from the start of a 
particular incident. The absence of excess emissions 
for a short shall not be considered to end the 
incident if excess emissions resume. In such 
circumstances, the incident shall be considered to 
continue until corrective actions are taken so that 
excess emissions cease or the Permittee takes the 
affected turbines out of service. 

iv. Following notification to the Illinois EPA of a 
malfunction or breakdown with excess emissions, the 
Permittee shall comply with all r:easonabl.e directives 
of the Illinois EPA with respect to such incident, 
pursuarrt to 35 IAC 201.263. 

v. This authorization does not relieve the Permittee 
from the continuing obligation to minimize excess 
emissions during malfunction or breakdmm. As 
provided by 35 IAC 201.265, an authorization in a 
permit for continued operation with excess emissions 
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7.1.4 

a. 

during malfunction and breakdown does not shield the 
Permittee from enforcement for any such violation and 
only constitutes a prima facie defense to such an 
enforcement action provided that the Permittee has 
fully compLied with all terms and conditions 
connected with such authorization. 

The affected turbines are not ect to che New Source 
Performance Standa.rds (t~SPS) for Stationary Combust.ion 
Turbines, 40 CFR Part 60, Subpart KKKK, because the 
affected turbines did not co:w.mence construction/ 
modification, or reconstruction after February 18, 2005 
pursuant to 40 CFR 60.4305(a), and are therefore subject to 
40 CFR Part 60, Subpart GG for Stationary Gas Turbines. 

Note: To qualify for this the Permittee 
has certified that the turbines have not been modified or 
reconstructed after February 18, 2005. 

b. The affected turbines are not ect to the National 
Emissions Standards for Hazardous Air Pollutants for 
Stationary Corr~ustion Turbines, 40 CFR Part 63, 
YYYY, because the affected turbines are not located at a 

or source of HAP emissions, to 40 CFR 63.6085. 

c. The affected turbines are not subject to 35 IAC 212.321 or 
212.322, due to the unique nature of such units, a process 
weight rate cannot be set so that such rules cannot 
reasonably be applied, pursuant to 35 IAC 212.323. 

d. The affected turbines are not subject ~o 35 IAC 217.141 or 
35 IA.C 216.121 because the affected turbines are not fuel 
combustion units, as defined by 35 IAC 211.. 2470. 

e. The affected turbines are not subject to 40 CFR Part 64, 
Compliance .1.\.ssurance Monitoring (CAJI.1) for Major Stationary 
Sources: 

l. For NOx and 802 , because: 

A. The affected turbines are subject to a NSPS 
proposed after November 15, 1990, pursuant to 
40 CFR 64.2(b)(l)(i). 

B. The affected turbines are subject to Acid Rain 
requirements, pursuant to 40 CFR 

64.2(b) (1) (iii). 

C. The affected turbines are subject to an 
emission limitation or standard for which this 
CAAPP permit specifies a continuous compli.ance 
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7 .1.5 

determination method, pursuant to 40 CFR 
64.2(b) {1) (vi). 

ii. For PM, VOi:-1, and CO because the affected turbines do 
not use an add-on control device to achieve 
compliance with an emission limitation or standard. 

f. The affected turbines are not subject to 35 IAC 217 
Q: Reciprocating Internal Combustion Engines 
And Turbines, because the affected turbines are not located 
at sources located in areas identified in 35 IAC 
217.386 (a) (2). 

Note: 35 IAC 217,386 (a) (2) requires that affected sources 
are located in either one of the following areas and that 
emit or have the potential to emit NO, in an amount equal to 
or greater than 100 tons per year: 

The area composed of the area counties of 
Cook, DuPage, Kane, Lake, and Will, the 
Townships of Aux Sable and Goose Lake in 
County, and the of Oswego in Kendall County; 
or 

ii. The area composed of the t-1etro East area counties of 
Jersey, Madison, Monroe, and St. Clair, and the 
Township of Baldwin in Randolph County. 

g. The affected turbines are not subject to the National 
Emission Standards for Hazardous Air Poll.ut.ion (NESHAP) for 

a. 

Coal- and Oil-Fired Electric Utility Steam 
Units, 40 CFR Part 63 Subpart UUUlJU, because the turbines 
are not electric utility steam generating units by 
definition, pursuant to 40 CFR 63.10042. 

l. At all times, including periods of startup, shutdown, 
and malfunction, the source owner or operator shall, 
to the extent , maintain and operate any 
affected turbine in a manner consistent with good air 
pollution control practice for minimizing emissions. 
Determination of whether acceptable operat and 
maintenance are being used will be based 
on information available to the Illinois EPA or the 
USEPA which may include, but is not limited to, 
monitoring results, opacity observations, review of 
operating and maintenance procedures, and inspection 
of the source. [40 CF'R 60.ll(d)j 

i . .i. The source owner or operator shall operate the 
affected turbines in accordance with written 
operating procedur.-es that shall include at a minimum 
the following measures: [Tl J 
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7 .L6 

A. Review of operating parameters of the unit 
during startup or shutdown as necessary for the 
proper operation of the affected turbine with 
appropriate ustments to reduce emissions. 

B. Implementation of inspection and repair 
procedures for an affected turbine prior to 
attempting startup following trips. 

111. The source owner or operator shall maintain the 
affected turbines in accordance with written 
procedures that shall include at a minimum the 
following measures: 

iv. 

A. Unless on a more frequent basis by 
manufacturer's written instructions, a visual 
inspection of external emissions-related 

B. 

components shall be 

Repair and routine 
related components. 

The above may 

of emissions-

the 
manufacturer's written instruction for operation and 
maintenance of the affected turbines and associated 
control systems. The source owner or operato.r shall 
review these procedures annually and shall revise or 
enhance them if necessary to be consistent with good 
air pollution control based on the actual 
operat experience and performance of the source. 

b. Pursuant to Construction Permit #00050050, natural gas 
shall be the only fuels burned in the affected turbines. 
[Tl J 

c. Pursuant to Construction Permit #00050050, the affected 
turbines shall be equipped, operated, and maintained with 
dry low NOx combustors to control NO" emissions. 

d. The Permittee shall manage the operation of the affected 
turbines to minimize multiple startups of an affected 
turbine in a single day, unless the affected turbine is 
tripped off during startup, and to provide adequate ti.me 
for normal startup of the affected turbi.nes, except for 
"quick starts 11 that are due to requests for immediate 
delivery of power, as would result from unexpected loss of 
a transmission line or other generating capacity. [Tll 

Production and Emission Limitations 

In addition to Condition 5.3.2 and the source-wide emission 
limitations in Condition 5.6, the affected turbines are subject 
to the following: 

43 

Electronic Filing - Received, Clerk's Office :  10/30/2014 - * * * PCB 2015-088 * * * 



a. The affected turbines, in total, shall not fire more than 
8,475 million standard cubic feet of natural gas per year. 
Compliance with annual limitations shall be determined on a 
monthly basis from the sum of the data for the current 
month plus the preceding 11 months (running 12 month 
total} . The above limitation was established in Permit 
00050050. ['rl] 

b. Hourly emissions from each affected turbine shall not 

c. 

exceed the following limits, except startups and 
shutdowns as noted in Condition 7. 1. 3: [ Tl] 

Not withs 

NOx 
co 

Pt.-1/ PM:o 
v·otv1 

59.0 
10 .. 0 

2.6 

Condition 7.1.6(bl, when the 
load of an affected turbine is 101 percent or more of the 
manufacturer's nominal rated output (rated output) or 50 
percent or less than the rated output, N02 emissions from 
the turbines shall not exceed 107 lbs/hour. [T}.] 

d. The total annual emissions from the affected turbines shall 
not exceed the limits: [Tl] 

NO:r. 
co 

Pt•l/ 
VOI\-1 
302 

243.7 
244.0 

49.0 
4 9. 0 
10.0 

e. Comp.l.:Lance with annua.l limits shall be determined on a 
monthly basis from the sum of the data for the current 
month p1us the pr·eceding 11 months (running 12 month 
total) . [Tl] 

f. The above limitations were established in Permit 00050050, 
pursuant to PSD. These limits ensure that the construction 
and/or modification addressed in the aforementioned permit 
does not constitute a new major source or major 
modification pursuant to Title I of th.e CAA, 
the federal rules for PSD. [Tl J 

a. The nitrogen oxides (NOxl emissions, and the oxygen (02) 

concentration and opacity of exhaust shall be measured for 
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the affected turbines at the source owner or operator's 
expense by an independent testing service approved by the 
Illinois EPA as follows to determine compliance with 
applicable emission limits: 

i. Within 120 days after a written from the 
Illinois EPA, for such pollutants listed above as 
specified by the request. 

ii. Any extension to these time periods that may be 
provided at its discretion by the Illinois EPA shall 
not alter the source owner or operator's obligation 
to perform emission for purposes of the NSPS 
in a timely manner as specified by 40 CFR 60.8. 

b. The following methods and procedures shall be used for 
testing of emissions: 

1. The USEPA Reference Test Methods shall be used 

ii. 

the follmving; 

Nitrogen Oxides 
USEPA Method 9 
USEPA t·1ethod 20 

A. Pursuant to 40 CFR 60.335[b), the owner or 
operator shall determine compliance with the 
applicable oxides emission limitation 
in 40 CFR 60.332 and shall meet the performance 
test requirements of 40 CFR 60.8 as follows: 

For each run of the performance test, the mean 
nitrogen oxides emission concentration (NOx0 ) 

corrected to 15 percent 0 2 shall be corrected to 
ISO standard conditions using the following 
equation. Notwithstanding this requirement, 
use of the ISO correction equation is optional 
for: Lean premix stationary corrtbustion 
turbines; units used in association with heat 
recovery steam generators (HRSG) equipped with 
duct burners; and units equipped with add-on 
emission control devices, pursuant to 40 CFR 
60.335(b) (1): 

NO"= (N0x0 ) (Pr/P0 )0.5 el9(B 0 -0.00633) 
(288°K/Ta)1.53 

Nhere: 

NOx =emission concentration of NOx at 15 
percent 0 2 and ISO standard arn.bient 
conditions, ppm by volume, dry basis 

NOxo = mean observed NO" concentration, ppm by 
volume, dry basis, at 15 percent 02 
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Pr = reference combustor inlet absolute 
pressure at 101.3 ambient 
pressure, mm Hg 

P0 =observed co:mbustor inlet absolute 
pressure at test, mm 

~observed humidity of ambient 
air 

e =transcendental constant, 2.718 

=ambient 

The 3-run performance test by 40 CFR 
60.8 must be performed within ± 5 percent at 
30, 50, 75, and 90-to-100 percent of peak load 
or at four load in the 
normal operating range of the gas turbine, 
including the minimum point in the operating 
range and 90-to-100 percent of peak load, or at 
the highest achievable load point if 90-to-100 
percent of peak load cannot be physically 
achieved in practice. If the turbine combusts 
both oil and gas as primary or fuels, 
separate 1s 
each fuel. Notwithst these s, 

test is not required for any 
emergency fuel (as defined in 40 CFR 60.331), 
pu.rsuant to 40 CFR 60. 335 (b) ( 2) . 

If water or steam action is used to control 
NO" >vith no additional post-combustion NOx 
control and the owner or operator chooses to 
monitor the steam or water to fuel ratio .in 
accordance with 40 CFR 60.334(a), then that 
monitoring system must be operated concurrently 
'.Vith each EPA Method 20, ASTYJ D6522-00 
(incorporated by reference, see 40 CFR 60.17), 
or EPA Method 7E run and shall be used to 
determine the fuel consumption and the steam or 
>vater to fuel ratio necessary to comply with 
the applicable 40 CFR 60.332 NOx emission limit, 
pursuant to 40 CFR 60.335(b)(4). 

If the owner or operator elects to install a 
CEMS, the performance evaluation of the CEMS 
may either be conducted (as 
described in 40 CFR 63.335 (b) (7)) or as part 
of the initial performance test of the affected 
unit, pursuant to 40 CFR 60.335(b) (6). 
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Pursuant to 40 CFR 60.335(b) (7), 1r the owner 
or operator elects to install and certify a NO. 
CEMS under 40 CFR 60.334(e), then the initial 
performance test required under 40 CFR 60.8 may 
be done in the following alternative manner: 

Perform a minimum of 9 reference method runs, 
with a minimum time per run of 21 minutes, at a 
single load level, between 90 and 100 percent 
of peak (or the highest physically achievable) 
load, pursuant to 40 CFR 60.335(b)(7)(i). 

Use the test data both to demonstrate 
compliance with the applicable NOx emi.ssion 
limit under 40 CFR 60.332 and to provide the 
required reference method data for the AATA of 
the CEMS described under 40 CFR 60.334(b) , 
pursuant to 40 CFR 60.335(b)(7)(ii). 

The to test at three additional 
load levels is waived, pursuant to 40 CFR 
60.335(b) (7) (iii). 

If the owner or operator elects under 40 CFR 
60.334(f) to monitor corrbustion parameters or 
parameters indicative of proper ion of NOx 
emission controls, the appropriate parameters 
shall be continuously monitored and recorded 
during each run of the initial performance 
test, to establish acceptable operating ranges, 
for purposes of the parameter 
for the affected unit, as speciH"ed in 40 CFR 
60.334 (g), pursuant to 40 CFR 60.335 (b) (8). 

Pursuant to 40 CFR 60.335(b) (10), if the mvner 
or operator is required under 40 CFR 
60.334(i) (1) or (3) to periodically determine 
the sulfur content of the fuel combusted in the 
turbine, a minimum of three fuel samples shall 
be collected during the performance test. 
Analyze the samples .for the total sulfur 
content of the fuel using: 

For gaseous fuels, ASTM 01072-80, 90 
(Reaooroved 1994); 03246-81, 92, 96; 04468-85 
(Reapproved 2000); or 06667-01 (all of which 
are incorporated by reference, see 40 CFR 
60.17). The applicable ranges of some ASTM 
methods mentioned above are not adequate to 
measure the levels of sulfur in some fuel 
gases. Dilution of samples before analysis 
(with verification of the dilution ratio) may 
be used, subject to the prior approval of the 
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Ac1-ninistrator, pursuant to 4.0 CFR 
60.335(b) (10) (ii). 

The fuel required under paragraphs 
(b}(9) and (b}(lO) of 40 CFR 60.335 may be 
per· formed by the owner or operator, a service 
contractor retained by the owner or operator, 
the fuel vendor, or any other agency, 
pursuant to 40 CFR 60.335(b)(ll). 

B. Pursuant to 40 CFR 60.335(c), the owner or 
operator may use the following as alternatives 
to the reference methods and 

fied in this section: 

Instead of using the equation in 40 CFR 
60; 335 (b) ( 1), manufacture:rs may arnbient 
condition correction factors to 

oxides emission level measured by the 
performance test as provided in 40 CFR 60.8 to 
ISO standard day conditions, to 40 CFR 
60.335(c) (1). 

c. At least 60 days to the actual date of testing, a 
written test shall be submitted to the Illinois EPA 

ii. 

shall describe the fie 
and shall include as a rru.nJ..mum: 

The person(s) wno 
analysis and their 

and 

The fie conditions under which shall be 
performed including a discussion of why these 
conditions ;,.Jill be representative of maximum 
emissions and the means by v-Jhich the operating 
parameters for the turbine will be tracked and 
recorded. 

iii. The specific determinations of emissions that are 
intended to be made, including sampling and 
monitoring locations; the test method(s) that will be 
used, with the fie method, if the 
method can be used with different analysis methods. 
The source owner or operator may also propose a plan 
for testing across the normal operat range of the 
affected turbines. 

d. The Illinois EPA shall be notified prior to these tests to 
enable the Illinois EPA to obse.rve these tests. 
Notification of the expected date of testing shall be 
submitted a minimum of (30) days prior to the 
expected date. Notification of the actual date and 

time of testing shall be submitted a minimum of 
five (5) working days prior to the actual date of the test. 
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The Illinois EPA may, at its discretion, accept 
notifications with shorter advance notice provided that the 
Illinois EPA will not accept such notifications if it 
interferes with the Illinois EPA's ability to observe the 

e. The Final :Report for these tests shall be submitted to the 
Illinois EP.V, within 60 days after the date of the tests. 
The Final Report shall include as a minimum: 

i, .A summary of results. 

ii. General information. 

iii. Description of test method(s), including description 
of sampling points, sampling train, 

and test schedule. 

lV. Detailed description of test conditions, including: 

A. Fuel consumption (standard ft 3
), 

B. rate (million Btu/hr). 

C. Turbine/Generator output rate (MW). 

•. Data and calculations, including copies of all raw 
data sheets and records of laboratory analyses, 
sample calculations, and data on equipment 
calibration. 

written request by the Illinois EPA, the source 
owner or operator shall have the opacity of the 
exhaust from the affected turbine(s) tested during 
representative operating conditions as determined by 
a qualified observer in accordance with OSEPA Test 
Method 9, as further specified below, pursuant to 
Section 39.5(7) (d) of the Act. 

11. Such testing shall be conducted for fie 
turbine(s) within 90 calendar days of the , or 
on the date turbine(s) next operates, or on the date 
agreed upon by the Illinois EPA, whichever is later. 

iii. The duration of opacity observations for each test 
shall be at least 30 minutes (five 6-minute averages) 
unless the average opacities for the first 12 minutes 
of observations [two six-minute averages) are both 
less than 10.0 percent. 

iv. The source owner or operator shall notify the 
Illinois EPA at least 7 days in advance of the date 
and time of these tests, in order to allow the 
Illinois EPA to witness testing. This notification 
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7 .1. 8 

a. 

shall include the name and employer of the qualified 
observer{s) .. 

v. The source owner or operator shall promptly noti 

vi~ 

the Illinois EPA of any in the time or date 
for testing. 

The source owner or operator shall a copy of 
its observer's to the Illinois EPA at the 
time of testing, if Illinois EPA personnel are 
present. 

vii. The source owner or operator shall submit a written 

i. 

report for this within 30 days of the date of 
This report shall include: 

A. Date and time of testing. 

B. Na.rne and of observer. 

C. of current certification. 

D. Description of observation conditions. 

E. Description of turbine operating conditions. 

F.. Raw data .. 

H. Conclusions. 

If an affected turbine is routinely or 
exercised to confirm that the turbine will operate 
when needed, the operation and opacity of the 
affected turbine shall be formally observed 
operating personnel for the affected turbine or a 
rne1nber of source owner or operator's f.:?.nviron:mental 
staff on a regular basis to assure that the affected 
turbine is operating properly, which observations 
shall be made at least every six months. 

ii. If an affected turbine ls not routinely operated or 
exercised, i.e., the time interval between operation 
of an affected turbine is typical.ly greater than six 

and opacity of the affected 
observed as provided above 

each time the source owner or operator carries out a 
scheduled exercise of the affected turbine. 

iii. The source owner or operator shall also conduct 
formal observations of operation and opacity of an 
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b. 

affected turbine upon written reque t by the Illinois 
EPA. With the agreement of the Ill nois EPA, the 
source owner or operator may schedu e these 
observations to take place during periods when it 
would otherwise be operating the affected turbine. 

Note: The formal observation required above is not 
intended to be a USEPA Test Method 9 opacity test, nor does 
the observation require a OSEPA Test Method 9 certified 
observer. It is intended to be personnel 
familiar >·Jith the operation of the affected turbine who 
would be able to make a determination based from the 
observed opacity as to whether or not the affected turbine 
was running properly, and subsequently initiate a 
corrective action if necessary. 

The affected turbine shall comply with the applicable 
monitoring 40 CFR 60.334(h), below. 

content shall not be 
while the not claim an allowance for fuel-
bound nitrogen. Monitoring for sulfur content in fuel is 
not while natural gas is the fuel fired in 
the affected turbine and the requirements of 40 CFR 
60.334 (h)3(i) or (ii) are met. 

Pursuant 

subpart: 

to 40 CFR 60.334(h), the owner or 
gas turbine subject to the 

oper·ator of any 
of this 

Shall monitor the total sulfur content of the fuel being 
fired in the turbine, except as provided in 40 CFR 
60.334 (h) (3). The sulfur content of the fuel must be 
determined using total sulfur methods described in 40 CFR 
60.335 (b) (10). JUternatively, if the total sulfur content 
of the gaseous fuel during the most recent test 
was less than 0.4 weight percent (4000 ppmw), ASTM 04084-
82, 94, 05504-01, 06228-98, or Gas Processors Association 
Standard 2377-86 (all of which are incorporated by 
reference-see 40 CFR 60.17), which measure the major sulfur 
compounds may be used, pursuant to 40 CFR 60.334(h) (1); and 

Shall monitor the nitrogen content of the fuel cornbusted in 
the turbine, if the owner or operator claims an allowance 
for fuel bound nitrogen (i.e., if an F-value greater than 
zero is being or will be used by the owner or operator to 
calculate STD in 40 CFR 60.332). The nitrogen content of 
the fuel shall be determined using methods described in 40 
CFR 60.335(b) (9) or an approved alternative, pursuant to 40 
CFR 60~334(h)(2)~ 

Pursuant to 40 CFR 60.334(h) (3), notwithstanding the 
provisions of paragraph (h) (1) of this section, the owner 
or operator may elect not to monitor the total sulfur 
content of the gaseous fuel cornbusted in the turbine, if 
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c. 

d. 

the gaseous fuel is demonstrated to meet the definition of 
natural gas in 40 CFR 60.33l(u), regardless of whether an 
existing custom schedule approved by the administrator for 
subpart GG requires such monitoring. The owner or operator 
shall use one of the following sources of information to 
make the required demonstration: 

The gas characteristics in a current, valid 
purchase contract, tariff sheet or transportation contract 
for the gaseous fuel, fying that the maximw:n total 
sulfur content of the fuel is 20.0 100 scf or less, 
pursuant to 40 CFR 60.334(3) (.i); or 

fuel sampling data which shm" that the 
sulfur content of the gaseous fuel does not exceed 20 
grains/100 scf. At a minimum, the amount of fue1. 
data specified in section 2.3.1.4 or 2.3.2.4 of 
to part 75 of this chapter is required, pursuant to 40 CFR 
60.334 (h) (3) (ii). 

Should the of the affected turbine exceed the 
limitations of the definition of a gas-fired peaking unit 
in 40 CFR 75, the source owner or operator shall install 
the appropriate Continuous System(s) on the 
affected turbine by December 31 of the follmdng calendar 
year, as defined in 40 CFR 75, in order to remain in 

with the ions of the Acid Rain Program. 

The owner or operator of an affected turbine ect 
to 35 IAC 217 V (Condition 7.L3(e)) shall 
install, calibrate, maintain and operate continuous 
emissions monitoring systems (CEMS) for NO. that meet 
the requirements of 40 CFR 75, Subpart B. [35 IAC 
217.710(a)] 

ii. Notwithstanding 35 lAC 217.710(a) above, the owner or 
operator of a gas-fired peaking unit or oil-fired 
peaking unit as defined in 40 CFR 72.2 may determine 
NOx emissions .in accordance with the emissions 
estimation protocol of 40 CFR 75, Appendix E. [35 
IAC 217. 710 (b) ] 

iii. Notwithstanding 35 IAC 217.710(a) above, the owner or 
operator of a combustion turbine that operates less 
than 350 hour per ozone control period may determine 
the heat input and NO. emissions of the turbine as 
follows: [35 IAC 217.710(c)] 

A~ Heat 
fuel 
heat 

input 
usage 
input 

shall be determined from the metered 
to the turbine or the calculated 
determined as the product of the 

turbine's maximum hourly heat input and hours 
of operation as recorded by operating 
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7 '1. 9 

instrumentation on the turbine. 
2l7,.710{c) {1)} 

[35 lAC 

B. NOx emissions shall be determined as the product 
of the heat input, as determined above, and the 
appropriate default NO. emission factors below: 
[ 3 5 IAC 21. 7 • 710 (c) ( 2) ] 

0.7 lbs/rrmBtu - Natural gas 
1..2 lbs/mmBtu - Fuel oil 

e. The affected turbine shall be equipped, and 
maintained with a continuous monitoring system to monito:r· 
and record the fuel consumption being fired. 

In addition to the records by Condition 5.9, the source 
owner or operator shall maintain records of the items 
for the affected turbine(s) to demonstrate compliance with 
Conditions 5.6.1, 7.1.3, 7.1.5, and 7.1.6, pursuant to Section 
39.5(7) (b) of the Act: 

a. The owner or operator of an affected turbine ect to the 
requirements of 35 IAC 217 Subpart V (Condition 7.1.3(e)) 
sh.all: 

i. Comply l'>'i th the record keeping and reporting 
requirements of 40 CFR 75 to NO. emissions 
during the ozone control period, , but not 
limited to, 40 CE'R 75.54 {b) and (d). [35 IAC 
217.712(a)] 

ll. Notwithstanding 35 IAC 217.712(a) above, the owner or 
operator of a combustion turbine for y.;hich heat 
and NOx emissions are determined pursuant: to 35 IAC 
217.710(c) (Condition 7.l.B(d)(iii)) shall comply 
with the following recordkeeping and reporting 
.requirements: [35 IAC 217.712 (b) J 

A. Maintain records of the heat input and NO. 
emissions of the turbine as determined in 
accordance with 35 IAC 217.710(c), and records 
of metered fuel use or operating hours used to 
determine heat input. [ 35 IAC 217. 712 (b) (1) ] 

b. The source owner or operator shall maintain records of the 
follo~.odng items: 

i. A. The three year rolling average annual capacity 
factor and the highest annual capacity factor 
in any one of the three averaging years to 
determine the status of the affected turbine as 
a "gas-fired peaking unit". 
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c. 

B. A record documenting v<hether the capacity 
factors exceeded the limitations for a gas 
fired peaking unit an.d ~>vhether Acid Rain 
Program Continuous Monitoring System(s) will be 
required. 

~~- The sulfur content of the natural gas used to fire 
the turbines as determined in accordance with 
Condition 7.1.8(b). 

iii. A copy of the Final Reportls) for emission testing 
conducted pursuant to Condition 7.1.7. 

iv. of opacity determinations taken for the source 
by qualified observer(s) when USEPA Method 9. 

v .. Records document its periodic review of its 
operat procedures as by Condition 
7.l.5(a). 

vi. Information for the formal observations of 
conducted pursuant to Condition 7.1.8(a). For each 
occasion on which observations are made, these 
records shall include the date, time, of the 
observer, a ion of the various observations 
that were made, whether or not the affected turbine 
was properly, and whether or not corrective 
action is necessary and was subsequently initiated. 

A maintenance and for the affected turbine, 
listing each activity performed with date. 

d. Reserved for future use. 

e. Fuel consumption for the affected turbine, scf/month and 
rn.rnscf/year. 

f. Reserved for future use. 

g. Operat hours for the affected turbine, hr/day, hr/month, 
and hr/year. 

h. Heat content of the fuel being fired in the affected 
turbine. 

i. Ar11bient temperature, and turbine load (1:1tve), on a daily 
basis for each hour turbine is operated. 

j. Any period of t:Lme when a turbine operates at 101. percent 
or more of rated output. 

k. Emissions of each pollutant from the affected turbine, 
including ernissions frorn startups, with suppo.rt.ing 
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calculations including documentation on the validity of the 
emission factors used, ton/month and ton/year. 

l. source owner or operator shall maintain records that 
identify: 

... . Any periods during whicP. a continuous monitoring 
system was not operational, with explanation. 

ii. If a >vater injection system is used, any v<hen 
the affected turbine was in operation during which 
ice fog was deemed to be a traffic hazard, the 
an'.bient conditions existing during the periods, the 
date and time the water action system was 
deactivated, and the date ar~ time the system was 
reactivated. 

iii. Any day in >"'hich emission and/or opacity exceeded an 
applicable standard or limit. 

m. The source owner or operator shall keep records of good 
ing for each turbine. 

n. The source owner or operator shall maintain the following 
records related to each shutdown of the turbines: 

i. The following information for each shutdown of a 
turbine: 

A. Date and time of shutdown. 

8. A description of the shutdown, if written 
operating procedures are not followed during 
the shutdown or s ficant occur 
during the shutdown, including detailed 

ion. 

o. The information for the turbines when above 
normal opacity, as defined in Condition 7.1.8, has been 
observed by source personnel: 

1. Name of observer, position and reason for being at 
site . 

.i.i~ Date and duration of a.bove normal opacity, including 
affected turbine, start time and time normal 
operation was achieved. 

iii. If normal operation was not achieved within 30 
minutes, an explanation why startup could not be 
achieved within this time. 

iv. A detailed description of the startup, including 
reason for operation. 
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v. An explanation why estabLished startup procedures 
could not be performed, if not performed. 

vi. The nature of following the end of startup or 
30 minutes of operation, whichever occurs first, and 
duration of operation until achievement of normal 

or shutdown. 

vii. Whether an exceedance of Condition 7.1.3(b), i.e., 30 
may have occurred during startup, 
if observer was on site. 

p. Records for Startup 

The Permittee shall maintain the following records, 
pursuant to Section 39.5(7) (b) of the Act, for each 
affected turbine subject to Condition 7.1.3(bl, which at a 
minimum shall include: 

l. The inforrnation 
affected turbine(s) 
00050050: ['I'lR] 

for each startup of the 
to Construction Permit 

A. Date and duration of the startup, i.e., start 

B. 

tbne and time normal achieved. 

of the startup, if written 
are not followed during 

the startup or significant problems occur 
during the startup, detailed 
explanation. 

q. Records for Malfunctions ana Breakdowns 

The Permittee shall maintain 
201.263, of continued 
subject to Condition 7.1.3(g) 

reco:rds~ pursuant t~o 35 I.l\C 
of an affected turbine 

malfunctions and 
breakdovm, \oJhi.ch as a mini.mum, shall include: 

i. Date and duration of malfunction or breakdown. 

ii. A detailed of the malfunction or 
brea kdov..;n. 

iii. An explanation why the affected turbine continued to 
operate in accordance with Condition 7.1.3(g). 

The measures used to reduce the quant 
and the duration of the event. 

of ernissio:ns 

v. The steps taken to prevent similar malfunctions or 
breakdowns or reduce their frequency and severity. 
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7. 1. 10 

vi. The amount of release above typical emissions 
malfunction/breakdown. 

a. Reporting of Deviations 

The source owner or operator shall promptly noti the 
Illinois EPA, Air Unit, of deviations of the 
affected turbine with the permit s as follows, 
pursuant to Section 39.5(7) (f) (ii) of the Act. Reports 
shall describe the probable cause of such deviations, and 
any corrective actions or measures taken: 

1. Emissions from the affected turbine in excess of the 
limits specified in Conditions 7.1.3 and 7.1.6 within 

ii. 

30 of such occurrence. 

of the affected turbine in excess of the 
fled in Conditions 7.1.5 and 7.1.6 within 

30 of such occurrence. 

b. In unction with the Annual Emission Report by 
35 lAC Part 254, tbe source owner or operator shall prov:Lae 
the operating hours for each affected turbine, the total 
number of startups, the total fuel consumption the 
preceding calendar year, and the records necessary from 
Condition 7.1.9(b) (i) which demonstrate the Acid Rain 

status of the affected turbine as a "gas-fired 
peaking unit." 

c. Pursuant to 40 CFR 60.7(c) and 40 CFR 60.334(j), a report 
shall be submitted on a semi-annual basis. This report 
shall contain information on excess emissions and 
monitoring system downtime repo:r,ts in accordance with 40 
CFR 60.7(c) and 40 CFR 60.334(j). 

d. L report the heat input and NOx emissions of 
the turbine as determ.ined in accordance with 35 IAC 
217.710(c) (Condition 7.1.8(c)(iii)), for each ozone 
control period, by November 30 of each year. [35 IAC 
217.712 (b) (2)] 

ii. Pursuant to 35 IAC 217.712(c) and (d), no later than 
November 30 of each year, the source owner or 
operator shall submit a r·eport to the Illinois EPA 
that demonstrates that the affected turbine has 
complied with Condition 7.1.3(e). These reports 
shall be accompanied by a certification statement 

by a responsible official for the source owner 
or operator as specified by 35 lAC 217.712(c). 

e. Reserved for Future Use 
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of Malfunctions and Breakdowns 

The Permittee shall provide the following notification and 
reports to the Illinois EPA, Jtir Compliance Unit: and 
Regional Field Office, pursuant to 35 IAC 201.263, 
concerning continued operation of an affected turbine 

ect to Condition 7.1.3(g) during malfunction or 
breakdovm: 

i. A. The Permittee shall notify the Illinois EPA's 
office by telephone as soon as 

possible during normal working hours, but no 
later than three (3) days, upon the occurrence 
of noncornpliance due to malfunction or 
breakdown. 

B. Upon achievement of compliance, the Perm.l.ttee 
shall give a written follow-up notice within 15 

to the Illinois EPA, Air Unit 
and Regional Field Office, 

ion of the event, an explanation 
continued of the affected turbines 
was necessary, the length of time which 
operation continued under such conditions, the 
measures taken the Permittee to minimize and 
correct deficiencies with chronology, and when 
the ed or when the affected 
turbine was taken out of service. 

C. If compliance is not achieved \"i thin 5 
days of the occurrence, the Permittee shall 
submit interim status reports to the Illinois 
EPA, Pd.r Compliance Unit and Regional Field 
Office, within 5 days of the occurrence and 
every 14 days thereafter, until compliance lS 

achieved. These interim reports shall 
a brief explanation of the nature of the 
malfunction or breakdown, corrective actions 
accomplished to date, actions anticipated to 
occur with schedule, and the expected date on 
which repairs will be complete or the affected 
turbine will be taken out of service. 

ii. In accordance with the due dates in Condition 8.6.1, 
the Perrnittee shall subrnit serr:i-annual malfunction 
and breakdown reports to the Illinois EPA to 
Sections 39.5(7) (a) and (f) of the Act. These 
reports may be submitted along with other semi-annual 
reports and shal1 include the follo>-li.ng information 
for malfunctions and breakdowns of the affected 
turbine dur1ng the report period: 

A. A listing of malfunctions and breakdowns, in 
chronological order, that includes: 
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7.1.12 

I. The date, time, and duration or each 
incident. 

II. The identity of the affected operation(s) 
involved in the incident. 

B. Dates of the notices and reports of Conditions 
7~1~10{f) (i) ~ 

C. Any supplement information the Permittee wishes 
to provide to the notices and reports of 
Conditions 7.l.10(f) (i). 

D. The aggregate duration of all incidents during 
the reporting period. 

E. If there have been no such incidents dur the 
period, this shall be stated in the 

report ... 

lB not set for the affected turbines. 

a. Compliance with the opacity limitations of Conditions 
7.1.3(bl is addressed by the of Condition 
7.1.5, the of 7.1.7, the monitoring 
requirements of 7.1.8, and the records required in 
Condition 7.1.9, and the reports required in Condition 
7. L 10. 

b. Compliance with the so2 emlSSJ.On limitations of Conditions 
7.1.3(c) is addressed by the requirements of Condition 
7.1.5, the monitoring requirements of 7.1.8, the records 
required in Condition 7.1.9, and the reports required in 
Condition 7.1.10. 

c. 1. ~ Compliance with the NO" emission l.imitations of 
Conditions 7.1.3(d) (i) is addressed by the 
requirements of Condition 7.1.5, the testing 
requirements of 7.1.7, the monitoring requirements of 
7.1.8, and the records required in Condition 7.1.9, 
and the reports required in Condition 7.1.10(a). 

ii. Compliance '-'Jith the S02 emission li.mitations of 
Conditions 7.1.3{d) Iii) is addressed by the 
requirements of Condition 7.1.5, the monitoring 

of 7.1.8, the records in 
Condition 7.1.9, and the reports required in 
Condition 7.1.10(a). 
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Compliance with the NOx emission limitations of 
Conditions 7.1.3(e) is addressed by the requirements 
of Condition 7.1.5, the testing requirements of 
7.1.7, the monitoring requirements of 7.1.8, the 
records required in Condition 7.1.9, and the reports 

in Condition 7.1.10(a). 

ii. Notwithstanding 35 IAC 217.710(a), Condition 
7 .1. 8 (d), the mmer or operator of a gas-fired 
peaking unit or oil-fired peaking unit as defined in 
40 CFR 72.2 may determine NO" emissions in accordance 
with the emissions estimation protocol of 40 CFR 75, 
Subpart E. [35 IAC 217.710(b)j 

iii. Notwithstanding 35 IAC 217.710(a), Condition 

i. 

7 .1. 8 (d), the m"ner or operator of a combustion 
turbine that operates less than 350 hour per ozone 
control period may determine the heat input and NOx 
emissions of the turbine as follows; [35 IAC 
217"710{c}] 

Heat shall be determined from the metered 
fuel usage to the turbine or the calculated 
heat determined as the product of the 
turbine's maximum hourly heat input and hours 
of operation as recorded by operating 
instrumentation on the turbine. [35 IAC 
217.710(c) (l)J 

B. NOx emissions shall be determined as the 
of the heat , as determined above, and the 
appropriate default NOx emission factors below: 
[35 IAC 217~710{c) (2)] 

0.7 lbs/mmBtu- Natural gas 
1. 2 lbs/!Th'TlBtu - Fuel oil 

Compliance with the fuel limits in Condition 7.L6(a) 
is addressed by the records and reports required in 
Conditions 7.1.9 and 7.1.10. 

ii. Comp.Li.ance with the emission limits in Conditions 5. 6 
and 7.1.6{b) and 7.1.6(d) is addressed by the records 
and reports required in Conditions 7.1.9 and 7.1.10, 
the continuous NO. monitoring requirements in 
Condition 7.1.8 (3-hour block averages) or from 
emission factors developed from the most recent 
approved stack test in accordance with Construction 
Permit 00050050 or Condition 7.1.7 (NOxlr standard 
emission factors, and analysis of fuel sulfur 
content. 
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7.2 Natural Gas Fired Heater 

7.2.1 

7.2.2 

7 .. 2~4 

One 9. 5 rmnBtu/hr natural gas fired heater. The Natural Gas-
Fired Fuel Heater used to raise the temperature of the 
combustion turbine fuel suppl.y above deH point. 

Note: This narrative description is for informational purposes 
only and is not enforceable. 

GH-1 

Description 
9. 5 rnmBtu/hr 

Natural. Gas Fired None 

a. The "affected heateru for the purpose of these unit
conditions, is the heater described in Conditions 

7.2.1 and 7.2.2. 

b. Pursuant to 35 IAC 212.123, 

i. No person shall cause or allow the emission of smoke 

ii. 

or other matter, with an opacity greater 
than 30 percent, into the atmosphere from any 
emission unit. 

The emission of smoke or other matter 
from any such emission unit may have an opacity 
greater than 30 percent but not greater than 60 
percent for a period or periods aggregating 8 minutes 
in any 60 minute od provided that such opaque 
emissions permitted during any 60 minute period shall 
occur from only one such emission unit located within 
a 1000 ft radius from the center point of any other 
such emission unit owned or operated by such person, 
and provided further that such opaque emissions 
permitted from each such emission unit shall be 
limited to 3 times in any 24 hour period. 

a. The affected heater is not subject to the NSPS for Small 
Industrial···Commerci.al Institutional Steam Generating Units, 
40 CFR 60 Subparts De, because the heater has a maximum 
design heat input capacity of less than 10 mill.ion Btu/hr, 
pursuant to 40 CFR 60~40ca 
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b. The affected heater is not subject to the National Emission 
Standards for Hazardous Air Pollution (NESHAP) for t1ajo.r 
Sources: Industrial, CoiTLrnercial 1 and Institutional Boilers 
and Process Heaters, 40 CFR Part 63 Subpart DDDDD, because 
the affected heater is not industrial, conunercial1 or 
institutional boiler or process heater 
63.7575 that is located at, or is part 
of HAP, pursuant to <10 CFR 63.7<185. 

as defined in 40 CFR 
of, a or source 

c. The affected heater is not subject to the National Emission 
Standards for Hazardous Air Pollution (NESHAP) for 
Industrial, COimnerci.al, and InstJ.tutional Boilers Area 
Sources, 40 CFR Part 63 Subpart JJJJJJ, because the 
affected heater is excluded from the definition of boiler 
as defined in 40 CFR 63.11237, and are therefore not an 
affected source pursuant to <10 CFR 63.lll94(a). 

d. 

e. 

The affected heater is not ect to 35 lAC 212.321 or 
212.322, due to the unique natu.::e of such units, a process 

rate cannot be set so that such rules cannot 
reasonably be applied, pursuant to 35 IAC 212.323. 

The affected heater 
and 302, Use of 
IAC 215.303, the 
215.302 shall not 
[35 IAC 215.303] 

is not subject to 35 I.A.C 35 IAC 215.301 
Material, because pursuant to 35 

sions of 35 IAC 215.301 and 35 IAC 
to fuel cornbustion emission units" 

I. The affected heater is not subject to 35 IAC 216.121, 
because the affected heater do not have an actual heat 

g. 

to or greater than 10 rr~Btu/hr. 

The affected heater ids not subject to 35 IAC 
217.121, because the affected heater do not have an 
actual heat input equal to or greater than 250 
mmBtu/hr. 

ii. The affected heater is not subject to 35 IAC 217.454, 
because the affected heater do not have a maximum 
design heat input qreater than 250 m:rnBtu/hr. 

iii. The affected heater is net subject to 35 lAC 217 
Subpart F: Process Heaters, because the affected 
heater is are not located in areas identified in 
pursuant to 35 IAC 217.150, pursuant to 35 IAC 
217.180 and 35 IAC 217.150. 

Note: 35 IAC 217.l50(a) (1) (A) that affected 
sources are located in either one of the following 
areas and that emit or have the to emit NO. 

to or greater than 100 tons per 
year: 
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7.2.5 

7.2.6 

7.2.7 

P.. The area composed of the Chicago area counties 
of Cook, DuPage, Kane, Lake, McHenry, and Will, 
the Townships of Aux Sable and Goose Lake in 
Grundy County, and the Township of Oswego in 
Kendall County; or 

B. The area composed of the Metro East area 
counties of Jersey, Madison, Monroe, and St. 
Clair, and the Township of Baldwin in Randolph 
County. 

a. At all times, the Permittee shall maintain and operate the 
heater in a manner consistent with good air pollution 
control practice for emissions. 

b. The heater shall only be fired with natural gas. 

Production and emission limitations are not set for the affected 
heater. However, there are source-wide and emission 
limitations set forth in Condition 5.6. 

a. Upon written request by the Illinois EPA, the 
Permittee shall have the opacity of the exhaust from 
the affected heater(s) tested during representative 
operating conditions as determined a qualified 
observer in accordance with USEPA Test Method 9, as 
further specified below, pursuant to Section 
39.5(7) (d) of the Act. 

ii. Such testing shall be conducted for specific 
heaters(s) within 70 calendar of the request, or 
on the date heaters(s) next operates, or on the date 
agreed upon by the Illinois EPA, whichever is later. 

iii. The duration of opacity observations for each test 
shall be at least 30 minutes (five 6-minute averages) 
unless the average opacities for the first 12 minutes 
of observations (two six-minute averages) are both 
less than 10.0 percent. 

iv. The Permittee shall notify the Illinois EPA at least 
7 days in advance of the date and time of these 
tests, in order to allow the Illinois EPA to \-Jitness 
testing. This notification shall include the name 
and employer of the qualified observer(s). 

v. The Permittee shall promptly notify the Illinois EPA 
of any changes in the time or date for testing. 
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7.2.8 

a. 

vi. The Permittee shall provide a copy of its observer's 
readings to the Illinois EPA at the time of 
if Illinois EPA personnel are present. 

vii. The Permittee shall submit a written report for this 

i. 

testing within 15 days of the date of testing. This 
shall include: 

A. Date and time of testing. 

B. Name ana employer of quall.fied observer. 

C. Copy of current certification. 

D. of observation conditions. 

E. Description of engine operating conditions. 

F. Raw data. 

G. Opacity determinations. 

H. Conclusions. 

If an affected heater is rout operated or 
exercised to confirm that the affected heater will 
operate when needed, the and opacity of the 
affected heater shall be formally observed by 
operating personnel for the affected heater or a 
member of Permittee's environmental staff on a 
regular basis to assure that the affected heater is 
operating properly, which observations shall be made 
at least every six months. 

ii. If an affected heater is not routinely 
exercised, i.e., the time interval between 
of an affected heater is typically greater than six 
months, the operation and opacity of the affected 
heater shall be formally observed as provided above 
each time the Permittee carries out a scheduled 
exercise of the affected heater . 

.lll.. ~rhe Perrnittee shall also conduct formal observat.i.ons 
of operation and opacity of an affected heater upon 
written request by the Illinois EPA. With the 
agreement of the Illinois EPA, the Permittee may 
schedule these observations to take place during 

when it would otherwise be the 
affected heater. 
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7.2.10 

Note: The "formally observation" required above is not 
intended to be a OSEPA Test Method 9 certified observer. 
It is intended to be performed by personnel familiar with 
the operation of the affected heater who would be able to 
make a determination for the affected heater, based on the 
observed opacity, as to whether or not the affected heater 
was running properly, and 
corrective action if necessary. 

initiate a 

In addition to the records by Condition 5.9, the 
Permittee shall maintain records of the following items for the 
affected heater to demonstrate with Conditions 5.6.1, 
7.2.3, pursuant to Section 39.5(7) (b) of the Act: 

a. A maintenance and 
listing activities 

for the affected heater, 
with date. 

b. The sulfur content of the fuel fired in the affected 
heater. 

c .. Heat content of the fuel 
heater. 

fired in the affected 

d.. Fuel consurnpt:ion :for the affected heater, scf/month and 
scf/year. 

e. Opera.ting hours for the affected heater, hr/month and 
hr/year. 

Emissions of each from tbe affected heater, 
emissions from startups, with supporting 

calculations including documentation on the validity of the 
emission factors used, ton/month and ton/yr. 

g. The Permittee shall maintain the following if required: 

.t.. F .. ny day in v;hich ernission and/or opacity exceeded an 
standard or limit. 

h. The design heat input of the affected heater. 

a. Reporting of Deviations 

The Permit tee shall promptly notify the Illinois EPA, Ai.r 
Compliance Unit, of deviations of the affected heater with 
the permit requirements as follows, pursuant to Section 
39.5(7) (f) (ii) of the Act. Reports shall desc.ribe the 
probable cause of such deviations, and any corrective 
actions or preventive measures taken: 
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7. 2.11 

7.2.12 

1. Emissions from the affected heater in excess of the 
limits specified in Conditions 7.2.3 within 30 days 
of such occurrence. 

i.i.~ Operation of the affected heater in excess of the 
limits specified in Condition 7.2.5 within 30 days of 
such occurrence. 

Operational is not set for the affected heater. 

a. with the PM emission limitations of Conditions 
7.2.3(b) is addressed by the requirements of Condition 
7.2.5(a), the testing in Condition 7.2.7(a), 
the monitoring requirements of Condition 7.2.8(a), the 
records in Condition 7.2.9, and the reports 
required in Condition 7.2.10. 

b. with the emission limits in Conditions 5.6 are 
addressed by the records and reports in Conditions 
7.2.9 and 7.2.10 and the emission factors and formulas 
listed below if suitable manufacture's emission rate data 
or Illinois EPA approved stack test data is not available: 

i, Emission factors for natural gas combustion for the 
affected heaters up to 100 rnmBtu/hr heat 

VOIVl 
PM 
so2 
NO" 
co 

Emissions 

En~ission Factors 

Uncontrolled 
Fuel Input 

5.5 
'1 . 6 I 

0.6 
100 

84 

LO'd NCx Burner 
Controlled 
Fue.l Input 

5 <:; . _, 
-, . 6 I 

0.6 
50 
84 

Natural Gas Usage x Emission Factor 

The emission factors are for Natural Gas Combustion 
from AP-42 Section 1.4 (dated July 1998). 
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8.0 GENERAL PERMIT CONDITIONS 

8.1 

8.3 

8.4 

Pursuant to Section 39.5(7) (j) of the Act, the Permittee has requested 
and has been a permit shield. This t shield provides that 
compliance with the conditions of this permit shall be deemed 
compliance with applicable \"'hich were appLicable as of the 
date the proposed permit for this source was issued, provided that 
either the applicable requirements are specifically identified within 
this , or the Illinois EPA, in acting on this application, 
has determined that other requinsments identified are not 
applicable to this source and this determination (or a concise surnmary 
thereof) is included in this permit. 

This permit shield does not extend to applicable requirements which are 
promulgated after July 24, 2014 (the date of issuance of the proposed 
permit) unless this permit has been modified to reflect such new 

This source is an affected sou.rce under Title IV of the CP..A and is 
subject to s P'cLr:suant to Title IV of the CAA as fied :111 

Section 6.2. To the extent that the federal regulations promulgated 
under Title IV of the CPA, are inconsistent >'lith the of 

IV of the this permit, the federal regulations under Title 
CP..JA shall take precedence pursuant to Section 39.5 (17) (j) of the ?~ct .. 

No permit revision shall be required for increases in emissions allowed 
under any USEPA approved economic incentives, marketable permits, 
emissions trading, and other similar programs or processes for changes 
that are provided for elsewhere in this permit and that are authorized 

the applicable requirement. [Section 39.5(7) (o) (vii) of the Act] 

8. 4. 1 

8.4.2 

Specifically Addressed by Permit 

Physical or operational changes specifically addressed by the 
Conditions of this that have been identified as not 

Illinois EPA notification may be implemented without 
prior notice to the Illinois EPA. 

Changes Requiring Prior Notification 

The Permittee is authorized to make physical or operational 
changes that contravene express permit terms without applying 
for or obtaining an amendment to this pe.rmit, provided that: 
[Section 39.5 ( 12) (a) (i) of the Act 1 

a. The changes do not violate applicable requirements; 
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8.5 

b. The changes do not contravene federally enforceable permit 
terms or conditions that are monitoring (including test 
rnethods) 1 recordkeeping, reporting, or compliance 
certification requirements; 

c. The changes do not constitute a modification under Title I 
of the CAA; 

d. Emissions will not exceed the emissions allowed under this 
permit following ion of the physical or 
operational change; and 

e. The Permittee provides written notice to the Illinois EPA, 
Division of Air Pollution Control, Permit Section, at least 
7 days before commencement of the 
shall: 

i. Describe the physical or operational 

ii. Identify the schedule for 
or operational 

This notice 

ca1 

iii. Provide a statement of whether 
Performance Standard (NSPS) is 

or not any New Source 
to the 

physical or and the reason the 
NSPS does or does not 

lv. Provide emission calculations which demonstrate that 
the physical or operational change will not result in 
a modification; and 

v. Provide a certification that the physical or 
operational change will not result in emissions 
greater than authorized under the Conditions of this 

t. 

Tests conducted to measure composition of materia1s, of 
pollution control devices, emissions from process or control equipment, 
or other parameters shall be conducted using standard test methods if 
app1icable test methods are not specified by the applicable regu1ations 
or otherwise identified in the conditions of this permit. 
Documentation of the test date, conditions, methodo1ogies, 
calculations, and test results shall be retained pursuant to the 
recordkeeping procedures of this permit. Reports of any tests 
conducted as required by this permit or as the result of a request by 
the Illinois EPA shall be submitted as specified in Conditions 8 .. 6~3 
and 8.6.4. 
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8.6.1 

8.6.2 

Monitoring Reports 

Reports sw<tmarizing required monit as specified in the 
conditions of this shall be submitted to the Illinois EPA 
every six: months as follm·;s, unJ.ess more submittal of 
such reports is required in Sections 5 or 7 of this permit: 
[Section 39~.5{7) (f) of the Act] 

Janua.ry - June September 1 

July - December March l 

All instances of deviations from must be 
clearly identified in such reports. All such reports shall be 
certified in accordance with Condition 9.9. 

Test Notifications 

Unless othenlise ied elsewhere :Ln a 1--n·.i.tten 
test plan for any test by this be 
subm.i.tted to the Ill.i.nois EPA for revievv at l12ast 60 prior 
to the test.i.ng pursuant to Section 39.5(7) (a) of the Act. The 
notification shall include at. a minimum: 

a. The name and identification of the affected unit(s); 

b. The person(s) who will be performing sampl.i.ng and analys.i.s 
and the.i.r experience with similar tests; 

c. The specific conditions under which will be 
performed, discussion of why these conditions 
will be of max~num emissions and the means 
by which the operat.i.ng parameters for the source and any 
control equipment 1--lill be determined; 

d. The fie determ.i.nations of emissions and operation that 
are intended to be made, i.nc.luding sampling and moni 
locations; 

e. The test method(s) that will be used, with the specific 
analysis method, if the method can be used with different 
analysis methods; 

f. lmy minor changes :Ln standard methodol.o9y to 
accomrnod.ate the specific circumstances of testing, with 
justification; and 

g. .Any proposed use of an alternative tii:.<st method, vJith 
deta.i.led justification. 
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8.6.3 

8.6.4 

Test Reports 

Unless otherwise specified elsewhere in this permit, the results 
of any test required by this permit shall be submitted to the 
IJ.linois EPA within 60 days of completion of the The 
test report shall include at a minimum: [Section 39.5(7)(e) (i) 
of the Act] 

a. The name and identification of the affected unit ( s} ; 

b. The date and +-' 1..-lme of the or rneasurt-.:nnents; 

c~ The date any analyses were 

d. The name of the company that perforrned thi2 tests and/or 

e. The test and methodologies used; 

The results of the tests including raw data, '; ana; or 
including calculations; 

g. The operating condit.ions at the time ot the sampling or 
measurements; and 

h. The name of any relevant observers present the 
testing company's representatives, any Illinois EPA or 
USEPA representatives, and the representatives of the 
source. 

Addresses 

a. Unless otherwise in the provision of 
this permit or in the written instructions distributed by 
the Illinois EPA for reports, reports and 
notifications shall be sent to the Illinois EPA - Air 

Unit with a copy sent to the Illinois EPA - Air 
Field Office. 

b. As of the date of issuance of this , the addresses of 
the offices that should generally be utilized for the 
submittal of reports and notifications are as follows: 

i. Illinois EPA - Air Unit 

Illinois Environmental Protection Agency 
Bureau of Air 
Compliance & Enforcement Section \1.>1C 40) 
P.O. Box 19276 
Springfield, Illinois 62794-9276 
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8.7 

ii. Illinois EPA - Air Quality Planning Section 

Illinois Environmental P.rotection Agency 
Bureau of Air 
Air Quality 
P.O. Box 19276 

Section (~.ilC 39) 

Springfield, Illinois 62794-9276 

iii. Illinois EPA -Air Regional Field Office 

.; .,,. ""v , 

Illinois Envi.ronmental Protection 
Division of Air Pollution Control 
2009 Mall Street 
Collinsville, Illinois 62234 

Phone No.: 618/346-5120 

USE PA Region 5 -- Air Branch 

USEPA (AR - 17J) 
Air & Radiation Division 
77 West Jackson Boulevard 
Chicago, Illinois 60604 

Phone No.: 312/353-2000 

c. Permit ions should be addressed to the Air Permit 
Sec~ion. As of the date of issuance of this , the 
address of the Air Permit Section is as follows: 

Illinois Environmental Protection l\gency 
Division of Air Pollution Control 
Permit Section (MC 11) 
P.O. Box 19506 
Springfield, Illinois 62794-9506 

Notwithstanding the expiration date on the first page of this CAAPP 
permit, Title I conditions i.n this , >-1hich are identified by a 
Tl, TlN, or TlR designation, remain in effect until such time as the 
Illinois EPA takes action to revise or terminate them in accordance 
with applicable procedures for action on Title I conditions. This is 
because these conditions either: (a) incorporate conditions of earlier 
permits that were issued by the Illinois EPA pursuant to authority that 
incl.udes authority found in Title I of the CA.A (Tl conditions), (b) 
were newly established in this CAZ1.PP permit pursuant to authority that 
includes such Title I authority (TlN conditions), or (c) reflect a 
revision or combination of conditions estabLished ln this CAJI,PP permit 
(TlR conditions). (See also Condition 1.5.) 
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9.0 STANDARD PERMIT CONDITIONS 

9.1 

9 .1. 1 

9 .1. 2 

9' 1. 3 

9.2 

9.2.1 

The issuance of this permit does not release the Permittee from 
compliance with State and Federal regulations which are part of 
the Illinois State Implementation Plan, as w::ll as with other 

statutes and regulations of the United States or the 
State of Illinois or applicable ordinances, as 

fically stated in this permit and as allowed by law and 
rule. 

In particular, this permit does not alter or affect the 

a. 

b. 

[Section 39.5(7) (j) (iv) of the Act] 

The 
violation of 
time of permit 

of Section 303 (emergency powers) of the 
USEPA's authority under that Section; 

of an owner or operator of a source for any 
requirements prior to or at the 

issu,::lnce; 

c. The requirements of the acid rain program 
consistent with Section 408 (a) of the Cl;.A; and 

The abi of OSEPA to obtain information from a source 
pursuant to Section 114 (inspections, moni 
entry) of the CAA. 

and 

Notwithstanding the conditions of this permit fying 
compliance practices for applicable requirements, pursuant to 
Section 39.5(1) (j) and (p) of the Act, any person (including the 
Permittee) may also use other credible evidence to establish 

or noncompliance >·Jith applicable requirements. 

Duty to Comply 

The Permittee must comply with all terms and conditions of this 
permit. Any pern1it noncompliance constitutes a violation of the 
CP..A and the Act, and is grounds for any or all of the following: 
enforcement action; termination, revocation and 
re.Lssuance, 
appl:Lca t:.1.on. 

or modification; or denial of a permit 
[Section 39.5(7)(o)(i) of the Act} 

renewal 

The Permittee shall meet applicable that become 
effective during the permit term ln a timely manner un1ess an 
alternate schedule for 
requirement is established. 

2 

v;ith the 
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9.3 

9.2.2 

9.2.3 

9.2.4 

Duty to JV1aintain Equipment 

The Permittee shall maintain all equipment covered under this 
permit in such a manner that the performance or operation of 
such equipment shall not cause a violation of applicable 
requirements. 

Duty to Cease Operation 

No person shall cause, threaten or allow the continued operation 
of any emission unit during malfunction or breakdown of the 
emission unit or related air pollution control if such 
operation would cause a violation of an 
standard, regulatory requirement, ambient air y standard 
or t limitation unless this provides for such 
continued operation consistent with the Act and applicable 
Illinois Pollution Control Board regulations. [Section 
39.5(6) (c) of the l;.ct] 

ions 

The source shall be in such a manner that the disposal 
of air contaminants collected by the equipment 
activities shall not cause a violation of the Act or 

there under .. 

Duty to Pay Fees 

The Permittee nmst pay fees to the Illinois EPA consistent with 
the fee schedule approved pursuant to Section 39.5(18) of the 
Act, and submit any information relevant thereto. [Section 
39.5(7) (ol (vi) of the Act] The check should be payable to 
"Treasurer, State of Illinoisu and sent to: Fiscal Services 
Section, Illinois Environmental Protection Agency, P.O. Box: 
19276, Spr , Illinois 62794-9276. 

Upon of proper credentials and other documents as may be 
required by law and in accordance with constitutional limitations, the 
Permittee shall allow the Illinois EPA, or an authorized representative 
to the following: [Sections 4 and 39.5(7) (a) and (p) (ii) of 
the Act] 

a. Enter upon the Permittee's premises where an actual or potential 
emission unit is located; where any regulated equipment, 
operation, or activity is located or where records must be kept 
under the conditions of this permit; 

b. Have access to and copy, at reasonable times, any records that 
must be kept under the conditions of this permit; 

Inspect dt:ring hours of operat:lon any sources, equipment 
(including monitoring and air pollution control equipment), 
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e. 

practices, or 
pe:rmit; 

or under this 

or monitor any substances or parameters at any locatlon: 

At reasonable times, for the purposes of permit 
compliance o.r icable s; or 

ii. As otherwi.s'" authocized by the Cl\11., or the .1-\ct. 

Obtain and remove samples of any or emission of 
authorized by this 

f. Enter and utilize any photographic, t 
monitoring, or other equipment for the purposes of preserving, 
test moni or any activity, 
discharge or emission at the source authorized by this 

The issuance of this does not release the Perrnittee from 
State and Federal laws and , and cable local 

ordinances lution control,. 

9.5.2 

9.5.4 

9~5 .. 5 

Ti.tle 

This permit shall not be considered as in any manner a 
the title of the upon which the ed source is 
located~ 

of PerToittee 

This does not release the Perndttee Erom any liability 
for damage to person or property caused by or resulting from the 
construction, maintenance, or operation of the sources. 

Structural Stability 

This permit does not take into consideration or attest to the 
structural stability of any unit or part of the source. 

Illinois EPA 

This in no manner implies or suggests that the Illinois 
EPA (or its officers~ agents or r.:::rnployees) assumes any 
liability, directly or indirectly, for any loss due to aamage, 
installation, maintenance, or operation of the source. 

Property Rights 

This permit does not convey any property rights of any sort, or 
any exclusive [Section 39~5(7)(o)(iv) of the Act] 
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9.6 

9.8 

9.6.1 

9.6.2 

9.6.3 

Control Equipment Maintenance Records 

A maintenance record shall be kept on the premises for each item 
of air control equipment. At a minimum, this record 
shall show the dates of performance and nature of 
maintenance activities. 

Records of Changes in Operation 

A record shall be describing changes made at the source 
that result in emissions of a regulated air pollutant subject to 
an , but not otherwise regulated under 

t, and the emissions 
[Section 39.5(12) (b) (iv) of the Act] 

Retention of Records 

from those changes. 

a. Records of all monitoring data and information 
shalJ. be retained for a period of at least 5 years from the 
date of the ,. measureraent 1 report, or.: 

information includes all calibration 
and maintenance records, ori s 
for continuous instrumentation 1 and 
all reports required by this [Section 
39 .. 5(7} {e) (ii) of the Act] 

b. Other records required by this permit including any logs, 
plans, procedures, or instructions required to be kept by 
this shall be retained for a period of at least 5 
years from the date of entry unless a period is 
specified by a particular permit provision. 

The Permittee shall submit an annual emissions report to the Illinois 
EPA, Air Quality Planning Section no later than May 1 of the following 
year, as required 35 IAC Pa.:rt 254. 

Pursuant to Section 39.5(7) (p) (v) of the Act, the Permittee shall 
submit annual compliance certifications. The certifications 
shall be submitted no later than May l or more frequently as specified 
in the applicable requirements or by permit condition. The compliance 
certifications shall be submitted to the Air Compliance Unit, Air 

Field Office, and \JSEPA Region 5 ·-· Air Branch. The addresses 
for: the submittal of the compliance certifications are provided in 
Condition 8.6.4 of this permit. 

a. The certification shall include the identification of each term 
or condition of this permit that is the basis of the 
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9.9 

certification; the compliance status; whether comp.L:Lance was 
continuous or intermittent; the method(s) used for determining 
the compliance status of the source, both current and over the 
report period consistent with the conditions of this permit. 

b. .1\11 compliance certifications shall be submitted to USEPll. 
5 in Chicago as t.ve11 as to the Illinois EPA~ 

c. All reports to be submitted sha.ll. include a 
certification in accordance with Condition 9.9. 

Any document ( reports) required to be subm.i tted by this 
t shall contain a certification a responsible official of the 

Permittee that meets the requirements of Section 39.5(5) of the Act and 
applicable [Section 39~5(7}{p)(i) of the Act] P1.n 
Certification Official is included as Attachment 1 to 
this permit. 

9.10 .1 Need to Halt or Reduce .1\ctivity Not a Defense 

It shall not be a defense for the Permittee in an enforcement 
action that it would have been necessary to halt or reduce the 

activity in order to maintain with the 
conditions of this [Section 39.5(7) (o) Iii) of the Act] 

a. 

Provision 

An emergency shall be an affirmative defense to an action 
brought :for noncorr~pliance with the 
emission limitations under this 

technology-based 
t if the foll6wing 

signed, contemporaneous 
evidence: [Section 

conditions are met 
operating , or other relevant 
39~5(7} {k) of the }\.ctJ 

1. .1\n emergency occurred as in Section 

ii. 

39.5 (7) ( k) of the Act and the Permittee can identify 
the cause(s) of the emergency. 

Note: For this purpose, emergency means a situation 
aris from sudden and reasonably unforeseeable 
events beyond the control of the source, as further 
defined by Section 39.5(7)\k}(iv) of the Act. 

The ed source was at the time being properly 
operated; 

iii. The Pe:nni.ttee submitted notice of the emergency to 
the Illinois EP.l\ within two working days of the time 
when emission limitations were exceeded due to the 
emergency. This notice must contain a detailed 
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9.11 

This 

perm.i. t 

description of the emergency, any steps taken to 
mitigate emissions, and corrective actions taken; and 

iv. During the period of the emergency the Permittee took 
all reasonable steps to minimize levels of emissions 
that exceeded the emission limitations, standards, or 
regulations 1n this permit. 

b. This provision is in addition to any emergency or upset 
provision contained in any applicable requirement. This 

does not relieve a Permittee of any reporting 
obligations under existing federal or state laws or 

[Section 39.5(7) (k) ( of the Act] 

only covers emission units and control equipment while 
at the indicated source location(s). Unless this 

equipment relocation, this permit is 
void for the or of any item of equipment on the date 
it is removed from the permitted location(sl or permanently shut down. 
This equipraent is 

the 

9.12.1 Permit Actions 

9.12.2 

This may be modified, revoked, reopened and reissued, or 
terminated for cause in accordance with provisions of 
Section 39.5 of the Act. The fil of a request by the 
Permittee for a permit modification, revocation and reissuance, 
or termination, or of a notification of planned or 
anticipated noncompliance does not stay any permit condition. 
[Section 39 . .5(7) (o) (i.ii) of the .Z'.ct] 

This 
occur: 

and Revision 

must be reopened and revised if any of the following 
[Section 39.5(15) (a) of the i\ct] 

a. Additional requirements become applicable to the equipment 
covered by this permit and three or more years remain 
before expiration of this permit. 

b. Additional requirements become applicable to an affected 
source for acid deposition under the acid rain program. 

c. The Illinois EPA or USEPA determines that this permit 
contains a material mistake or that inaccurate statement 
were made in establishing the emission standards or 
limitations, or other terms or conditions of this permit. 
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9.14 

d~ The Illinois EPA or USEPA detern\ines that this permit must 
be revised o.r revoked to ensure compliance vJi th the 

icable requirements. 

9.12 .. 3 Inaccurate Application 

9.12.4 

The Illinois EPA has issued this based upon the 
information submitted by the Permittee in the t 
application. Any misinformation, false statement or 
mi ion in the ication shall be grounds for 
revocation and reissuance under Section 39.5(15) of the Act, 
pursuant to Sections 39.5(5)(e) and (i) of the T1ct. 

to Provide Information 

The Permittee shall furnish to the Illinois EPA, within a 
reasonable time fi.ed the Illinois EPJ\. any information 
that the Illinois EPA may request in writ to determine 
whether cause exists for , or 

, or to determine with this 
, the Permittee shall also furnish to the 

Il.J.inois EPA be this 
t, or for information claimed to be confidential, the 

Permittee may furnish such records to USEPA vJi th 
a claim of confidential [Section 39.5 (7) (o) (v) of the Act] 

The provisions of this permit are severable. In the event of a 
portions of the permit challenge to any of the , other 

may continue to be in effect. Should any portion of this t be 
determined to be 1 or unenforceable, the validity of the other 
provisions shall not be affected and the and obl ions of the 
Permittee shall be construed and enforced as if this permit did not 
contain the provisions held to be invalid and the applicable 

these shall remain in force. 
[Section 39.5 (7) (i) of the 1\ct] 

Open the expiration of this permit, if the source is operated, it shall 
without a unless a time and 

CAl'I.PP has been submitted for renewal of this permit. 
Hot"''ever, if a tirnely and complete application to renevi this CAY .. PP 
permit has been subm.ittf3d, the terms and all conditions of this Cli.APP 
permit will remain in effect until the issuance of a renewal permit. 
[Section 39.5(5) {l) and (o) of the 1\ct] 

Note: Pursuant to Sections 39~5(5) (h) and {n) of the Act, upon 
submittal of a timely and complete :renewal application, the ted 
source may continue to operate until final action is taken by the 
I11i.nois EPA on the renewal provided, however, that this 
protection shal.l cease if the fails to submit any additional 
information necessary to evaluate or take final action on the renewal 
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application as requested by the Illinois EPA in >Hi ting. for a renewal 
application to be timely, it must be submitted no later than 9 months 

to the date of permit expiration. 

The authority for terms and conditions of this permit that do not 
include a citation for their authority is Section 39.5(7) (a) of the 
Act, which provides that the Illinois EPA shall include such 
i.n a CJ-'\APP as are necessary to accomplish the purposes of the 
1-\ct and to assure compliance with all applicable requirements. Section 
39.5(7) {a) of the Act is also another basis of authority for terms and 
conditions of this t that do include a specific citation for their 
authority~ 

Note: This condition is included in this 
39.5(7) (n) of the Act. 
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10.0 ATTACHMENTS 

Attachment 1 

I certify under penalty of laH that this document and all attachments 
were prepared under my direction or supervision in accordance with a 
system designed to assure that qualified personnel properly gather and 
evaluate the information submitted. Based on my inquiry of the person 
or persons responsible for gathering the information, the 
information submitted is, to the best of my knowledge and belief, true, 
accurate, and complete. f.i.cant 
penalties for submitting false information, the possibility 
of fine and imprisonment for knowing violations. 

Na.me: 

Official Title: 

No.: 

Date 

1-l 
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Attachment 2 

a. NE:>-J Process Emission Units for rJhich Construction or 
i'1odification Comrnenced On or After 14, 1972. [35 IAC 
212.321] 

1. No person shall cause or allow the emission of particulate 
matter into the atmosphere in any one hour period from any 
new process emission unit which, either alone or in 
combination \vith the emission of particulate matter from 
all other similar process endssion units for which 
construction or modification corr~enced on or after 
.1\pril 14, 1972, at a source or premises, exceeds the 
allowable emission rates specified in subsection (c) of 35 
IJI.C 212.321. [35 IAC 212.321 (a)] 

1.1. and values of the data in 
subsection (c) of 35 IAC 212.321 shall be determined by 

the equation: [35 IAC 21.2~321(b)J 

E A(P) 3 

wbere: 

P Process weight rate; and 
E Allowable emission rate; and, 

A. Up to process weight rates of 408 (450 T/hr): 

p Mg/hr '1'/hr 
E kg/hr lb/hr 
A 1~214 2~54 

B 0.534 0.534 

B. For process weight rate greater than or equal to 408 
Mg/hr (450 T/hr): 

p ivig/hr T/hr 
E kg/hr lb/hr 
A 11.42 24.8 
B 0.16 0~16 
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iii. Limits for Process Emission Units For l~hich Construction or 
f:1odifi.cation Comrnenced On or After F~pril 19, 197: ( 35 lAC 
212.32l(c)] 

!viet ric 
p 

0,.05 
0 1 

0.2 
0.3 
0.4 
0.5 
0.7 
0.9 
L8 
2.7 
3.6 
4.5 
9.0 
13.0 
18 .. 0 
23.0 
2"1 0 
32 .. 0 
36.0 

45.0 

140.0 
180.0 
230.0 
270.0 
320.0 
360.0 
408 .. 0 
454.0 

E 

0~25 

0~29 

0.42 
0.64 
0.74 
0.84 
1.00 
1.15 
1.66 
2.1 
2.4 
2.7 
3.9 
4.8 
5.7 
6~5 
~7 1 
f,. ,;,. 

.~, "/ 
! ' 

8.2 
8.8 
9.3 
13.,4 
l7 .0 
19.4 
22.0 
24.0 
26.0 
28.0 
30.1 
30.4 

P. 

0 .. 05 
0.10 
0.2 
0.30 
OK40 
0.50 

LOO 
2.00 
3.00 
4.00 
5.00 
10.00 
15.00 
20.00 
25.00 
30~00 

35~00 

40.00 
45.00 
50.00 
100.,00 
150.00 
200.00 
250 .. 00 
300.00 
350 .. 00 
400 .. 00 
450.00 
500.00 

E 

0.55 
0.77 
1~10 

l. 35 
l. 58 

2 40 
2.60 
3 .. 70 
4 60 
5&35 
6~00 

8.70 
10.80 
12.50 

17~00 

18.20 
19.20 

29~50 

37,00 
43.00 
48.50 
53~00 

58.00 
62.00 

67.00 

iv. Fer crocess weight rates of less than 100 pounds per hour, 
the allov-;able rate is 0. 5 pounds per: hour. [ 35 IAC 
266 .110] 
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b. Existing Process Emission Units for Which Construction or 
t'1odification Prior to I"pr:il 14, 1972. [35 IAC 212.322] 

i. No person shall cause or allow the emission of 
matter into the atmosphere in any one hour 
process emission unit for which construction or 
modification cormr,enced or to April 14, 1972, which, 
e.i.the.r alone or in combination with the emission of 
particulate matter from all other similar process emission 
units at a source or , exceeds the allowable 
emission rates specified in subsection (c) of 35 IAC 
212.322. [35 IAC 212.322(a)] 

~L. Interpolated and values of the data in 
subsection (c) of 35 IAC 212.321 shall be determined 

the equation: [35 IAC 212.322(b)] 

where: 

P Process weight rate; and 
E Allowable endssion rate; and, 

A. Up to process 
T/hr): 

p 

E 
A 
B 
'~ 

rates up to 27.,2 

kg/hr 
1. gpr v .') 

0. 67 
0 

(30 

T/hr 
lb/br 
4.10 
0.67 
0 

B. For process weight rate in excess of 27.2 Mg/hr (30 
T/hr): 

p t•1g /hr T/hr 
E kg/hr lb/hr 
A 25~21 55.0 
B 0.11 0 .1.1 
c - 18.4 - 40.0 
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iii .. Limits for Process E:mission Units For Which Construction or 
tv1odifi.cation Commenced Prior to J.1pril 14, 1972: [ 35 lAC 
212.322(c)] 

Metric 
p c. 

0. 05 0 27 
0. 1 0 42 
0. 2 0 60 " 
0. 3 0~ P'"' v'3 

0 ~ 4 1 n·o c, I 

0. 5 1 2.5 
0. 7 1 56 
n u. 9 1 85 
1 8 2 9 
2 7 3. 9 
3 6 4 7 

4 5 5 4 

9~ 0 8 7 

13. 0 ll 1 
18 0 13 8 
23 (\ 

u 16. 2 
27 2 18 15 
32 0 18 . 
36 .. 0 19 .. 
41 0 19 
45 0 20 
90 0 23 
140 ~0 25 
180 0 26 
230 .0 27 
270 ~0 28 
320 0 20 J. 

360 r. .v 30. 
400 .0 30 
• ~A 
'!:J'i .0 31 

iv. For process weight 
the allowable rate 
266.,110] 

8 
3 
8 
2 
2 
3 
5 
7 

"' ..) 

4 
0 
6 
3 

:rates 
is 0 .. 

2-4 

of 
5 

English 
p E 
T/hr 

0 05 0 .. 55 
0 10 0 87 
0 " 1 40 £. 

0 30 1 83 
0,. 40 2 22 
0. 50 2 58 
0 75 3 38 
1 .00 4 10 
2 . 00 6 .. 52 
3 00 8 56 
4 . 00 10 !10 
5 . 00 12 00 
10 00 19. 20 
1 ~; 
.LJ..- 00 25 20 
20 00 30 50 
2 t; 00 35 4.n u 

30 00 40 00 
35 00 4' .J. 30 
4.0 00 42 50 
45 00 43 60 
50 00 44 60 
100. 00 51 2" ·~· 

150 .00 55 40 
200 00 58 60 
250 00 61 

... .,.,..., uu 
300 00 63 10 
350 00 64 . 90 
400 00 66. 20 
450. 00 67 70 
500. 00 69. oc 

less than 100 pounds per hour, 
per hour~ [35 IAC 
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Attachment 3 

There are no fie emission units that a C~~ plan as 
identified in the Monitoring Requirements of Subsection 8 for each 
Section 7, Unit Specific Conditions for Specific Emission Onits. 
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Attachment 4 

The Illinois has prepared guidance for sources on the Clean Air Act 
Permit Program (CAAPP) that is available on the Internet site 
maintained the I.llinois EPA, www.epa.state.:il.us. This guidance 
includes instructions on applying for a revision or renewal of the 
CA.~PP permit. 

www.epa.state.il.us/air .pdf 

www.epa.state.il.us/ renewing. 

The ion fo.rms prepared by the Illinois EPA for the CAJ\PP are 
also available from the Illinois EPA's Internet site: 

wviW. epa. state. il. us/ air I caapp/ index. html 

These Clv1PP application forms should also be used by a CAI\PP source 
when it applies for a construction For this purpose, the 

CP.Jl..PP application forms and other support.ing information, 
a Application For A Construction 

form ( 199-CAAPP) and Fee Determination for Construction Penni t 
form (197-FEE): 

www.epa.state.il.us/air/caapp/1 .pdf 
www.epa.state.il.us/air/permits/197-fee.pdf 
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Attachment 5 

217-785-1705 

CAIR PERMIT 

Ameren UE Raccoon Creek Pov<er Plant 
Attn: Michael Menne, Designated Representative 
1901 Chauteau Avenue 
Post Office Box 66149 
St. Louis, Missouri 63166-6149 

55417 
02 58 0 3Al·i.D 
Ameren OE Raccoon Creek Power Plant, CT01-CT04 

STATEMENT OF BASIS: 

In accordance with the Clean Air Act Interstate Rule {CAIR) S02 
Program, the CAIR NOx Annual Program and the CAIR NO" Ozone Season 

Program, and 35 IAC Part 225, Subparts C, D, and E, respectively, the 
Illinois Environmental Protection Agency is issuing this CAIR to 
Ameren UE for the affected units at its Raccoon Creek pm..;er plant i.e., CT01-
CT04 

ALLOCATION OF SULFUR DIOXIDE (S02 ) ALLOWANCES, NITROGEN OXIDE (NO"') 
ALLOWANCES, AND NO" OZONE SEASON ALLOWANCES FOR THE AFFECTED UNITS: 

Allocation of Allowances 

CAIR SOz These units are not entitl!d to an allocation of CAIR 
Allowances allowances pursuant to 40 CFR Part 96. 

CAIR NOx Annual These units are eligible to an allocation of CAIR NOx 

SOz 

Annual 
Allowances Allo~t;ances pursuant to 35 IAC 225.430, 225.435 and 225.440. ~CJHR NO,. Ozone! These un:1ts are ellgJ.ble to an allocatJ.on of CAIR NOx Ozone 

Season 1 Season Allowances pursuant to 35 lAC 225.530, 225.535 
Allowances 225.540. 

PERMIT APPLICATION: The permit applicati.on, which includes CAIR S02 Trading 
Program requirements, CAIR NO" Annual Trading Program requirements, CAIR NOx 
Ozone Season Trading Program requirements, and other standard requirements, 
is attached and incorporated as part of this permit. The owners and 
operators, and designated representative of this source must comply '"ith the 
standard requirements and special provisions set forth in the application. 

COMMENTS, NOTES AND JUSTIFICATIONS: This permit contains provisions related 
to S02 emissions and NOx emissions and requires the owners and operators to 
hold CAIR S02 allowances to account for S02 emissions, C1UR NO" annual 
allowances to account for annual NO. emissions, and CAIR NO. ozone season 
allo>vances to account for ozone season NOx emissions from the CAIR units. lm 
allowance is a limited authorization to emit S02 or NO. emissions during or 
after a specified control period. The transfer of allowances to and from the 
applicable compliance or general account does not necessitate a revision to 
this permit. 
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This CAIR does not affect the source's responsibility to meet all 
other applicable local, state and federal requirements. 

If you have any questions regarding this permit, 
Michael at 217-785-1705 

E. Pilapil 
Manager, Permit Section 

Division of Air Pollution Control 

cc: Beth Valenziano, OSEPA 
FOS ~ 3, Illinois EPA 

Date Issued: 

v 
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ILLINOIS ENVIRONMENTAL PROTECTiON AGENCY 
DIVISION OF AIR POLLUTION CONTROL -PERMIT SECTION 

?.0. BOX 19506 
SPRINGFIELD, ILLINOIS 62794-9506 

Application For CAIR ID NUMBER: 

Permit For PERMITNa.~ 

POR AGENCY VSE ONLY 

Electrical Generating Units (EGU) DATE: 

Thi$ vpplie£Uon fGrm i!J tP be t.>-sed ~a f¢1:ued th~ ClNn Air Act !n~er.'ri~Zte Rufe {CAIH} perm.lt r~ut~ by th• CArR 50:t- t.radff\9 prnQmm, CA!R NOx annw..a 
Uadlng proQtam, CAlR NOK ~one 'f!!4$.$0Tl lr&ding p~ra .. on for EGU .!lJ.Pj«Pct to th.Et pro\riah:m!i of 35 lAC Pnrt 225. Subpart C, 0, ~nQ E., n~:$p2!'t;.1hrdy, 

3) SOURCETo NO.: 

Raccoon Creak Energy Center 

025803AAD 

TlNGUNITS: 

4) ORIS FACILITY CODE: 

6) PHONE NO.: 
(314) 554-2089 

55417 
~·7)'E-'MAiLADDRESS: 

kanderson@ameren.com 

EGU DESCRIPTION APPUCABIUTY 
!-======="--i-------------+-,------..l.~O::;.I,.:;a"'ri<~a~n.l'PPilcnble boxo&.__ _____ ,, ____ .. 

'X CA!R SO, lrading progrom CT-01 
~ CAiR NO:< amrual trading program 

ozone Sll!ason tractln pro· ram 
CAIR SO, trading program 
CAIR NO:< annw•t !rn<ling progrnm 

CT-02 

----------------4------------------------~~=~----------~~~C~A~I~R.~N~O~x~oz~o~n~.e~·~~~a~so~n~\rn~d~l~n~~rog~r~am~~ 
•X Existing EGU l>\ CAIR SO, trading progrnm CT-03 

CT-04 

0 Naw EGU (El CAIR NOK <!nnual L"t!dlng program 
~ ~fiVe D X CA!R NOx ozonfl teaaon trading pr~ ram 
"""" 'Ti:""-"" "Ri'i---~~=~=-==.:::=~=-~ STATE OF iLUNOb l!!JI£xlStingEGU X CAIRSO,Ir.u11ngprogr~m 

0 New EGU IE CAlF< NOx MrtUl!l !ntdlng program 
!2} CAIR NOJt owne •eason lrndln~ll!!'m 

U CAIR so, !rad!ng progrnm -- . 

0 CAIR NO• annu~l !rndlng pr<>gram 
CAiR NOx atone season !radin ro ram 

CAiR so, !radlng program 
CAIR NOx annllal trading progrom 
CAIR 1\iOx ozona saanon trm!lr. pro, ram 

CA!R. so, lralllniJ prognm; 
0 CAIR NO:< annual !ra<l!ng program 

CAIR NO>< ozon!l • .,usoro lrndin •am am 
CAIR SO, !mdlng f>roornm 

0 CAIR NOK annual !ra<ling pm[lrnm 
0 CAIR NOx own.a season lrd~Emvram 

CAIR. SO, !rll<lin9 pmgrom 
0 CAlF! NO>< annual trnd!ng program 

'--·-------..L--------------...l...--------...!.DooL.fAlR NO:< ozone ~~Cason !rndin rn ram 

1'f10 !~rw!s E-PA~~ #~!ttlotit:e-d Hl requlta, smu yO'~ m.u~ dl5ebm,1t:e requem-w !nfofmation oothl:$ r0:o-o p~nmant to Sta"C'Uon 3tLS ot the 
En\-in.1n)'T)er'!t.llil Pral~.fon Act {"A en 415 llCS 5!l9 5. 'thlslnforrr.nHon $hml be p;o!fided w5o1ng ciU'I~J( tN$ farm c:r in ttn aR5m~f~\l'e «ttir.o~r at ycur 
oi~c:reH!m. Fa»ure to dhsdo,&the.lnfomu:ulon may taGU;t in your app:i;;ation beinQi ctenl.ed andfor p~naftie" as provkt~d for in lM /J<.d, 415 tLCS 
5!'42:~45 T~is ferm hn!'I bne.n nppn.~ve!'d by the F'cm~s Mtu-~g~m~nt Cerrl$r~ 

APPUCATION PAGE 

Printed on Recycled Paper 
1370-CI'.APP 
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9) DETERMINATION OF SO: EMISSIONS: 
List ea not currentlv eauloced with a "Part 75 Aoorovec:r continuous emissions monltonna svstem CEMS forso, 
(a EG 0. CEMS Installed but nol certified: 

1. 4. 7. 

2. 5. 8. 

3. 6. 9. 

(b)) E.GUs fer which so, CEMS vetto be installed: 

1. 4. 7. 

2. 5. 8. 

3. 8. 9. 

(c) ) EGUs for which 801 emissions lo be determined by lhe altemallve protocol for ueaker units: 

1. 4. 7. 

2. 5. ll. 

3. 6. 9. 

~ION OF NO, EMISSIONS: 
hat is not currenUy eQuipped with a "Part 75 Approved" continuous emissions monltolino svstem CEMS for NO, 
ich NO, CE.MS installed but not certified: 

1. 4. 7. 

2. 5. !1. 

3. 6. 9. 

b EGUa rarwhlch NO. CEMS vet lobe Installed: 

1. 4. 7. 

2. 5. 8. 

3. 6. 9. 

(c) EGUs for which NO, emissions to be determined by lhe a!lemalive protocol Cor peaker units: 

1. 4. 7. 

2. 5. B. 

3. 6. 9. 

11 CERTIFICATION: 

(a) Has a complete Certlftcate of Representallon for the ~epmsentatives for the source been submitted to USEPA, wllh 
a copy provided to the UHoo~ EPA? !g) Yes 

(b) I am authorized to make lhls submission on behalf of the owners and operators of !he source or units for which lhe submission 
is made. I certify under penalty o£1aw !hat I have pernanally examined, and am familiar with, the statements and infarmatlon 
submitted inlhis dowment and all ila a!lac:hmenls. Based on my inquiry of those indiVIduals wllh primary responllib!lity for 
ob!alnlng the Information. l certify lhallhe statements and Information are to the besl of my knowledge and bellef true. 
accurate, and complete. I am aware that !here are significant penames for submitting false statements and ln(ormallan or 
omlttina reQuired statemenls and informaUon. lndudlng the possibility of fine or Imprisonment. 

NAME !Deslonated Reoresentalivel: Michael L. Manna (Alternate Designated Representative) 

~~~7'~ 
SIGNATUR:E'(oeslgnated Represenlatl e: I DATE: 

APPLICATION PAGE 
Printed on Recycled Paper 
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SEC170N 2: CAIR SO, TRADING PROGRAM 
COMPLIANCE REQUIREMENTS AS SET FORTH IN 35/AC 221i.310 

(a) APPLICABLE REGULATIONS: 

The requirements of 351AC Part 225, Subpart C and 40 CFR 95. subpart AAA (excluding 40 CFR 96.204. and 96.2.00), 
subpart aaa, subpart FFF, subpart GGG and subpart HHH as Incorporated by reference In 35 lAC 225.140. 

(b) CAIR PERMIT REQUIREMENTS: 

f) The owner or operator of each source with one or more CAIR SQz units at llle source s~bject lo 31liAC Part 225, 
Subpart C must apply for a permit Issued by the Agency wilh federally enforceable conditions covering !lle CAIR S02 
Trading Program ('CAIR permit") that complies with lhe requirements of 35 lAC 225.320. 

2) The owner or operator or each CAIR SO., source and each CAIR S02 unit at !lle source subject to 35 lAC Part 225, 
Subpart C mu5t operate llle CAIR so, unit In compUance with such CAIR permit. 

(c} IJIQNITQRING REQUIREMENTS: 

1) The owner <If operator of each CAIR so, source and each CAIR so, unit at the source must comply wllllllle 
monllcting, reporting and recordkeeplng requirements of 40 CFR 96, Subpl\rt HHH. The CAIR designated 
representaVw of each CAIR SD2 source and each CAIR SD2 unll alllla CAIR SO~ source must comply willl lhasa 
sections of llle monitoring, reporting and recordkeeplng requirements or 40 CFR 95. Subpart HHH, applicable to the 
CAIR designated representalllle. 

2) The compliance of each CAIR S02 source with the amlulons llmllat!on pursuant to 35 lAC 225.31 O{d) wlll be 
determined by the emissions mea:£uremenlll recorded and reported In accordance wllll40 CFR !lS, subpart HHH 
and 40 CFR 75. 

(d) EMISSION REqUIREMENTS: 

1) By the allowance lransfer deadline, mldnlghl of March 1, 2011, and by midnight of March 1 of each subsequent year 
If March 1 Is a business day. lhe owner or opera lor or each CAIR so, source and each CA!R S02 unlt at the source 
must hole! a tonnage equivalent In CAIR SO, allowances available for compliance deductions pursuanllo 40 CFR 
96.254(a) and {b) In the CAIR SO. source's CAIR so, compliance account. If March 1 !a nola business day, llle 
allowance transfer de a dUne means by midnight ol the fillit business day thereafter. The number of a!!awances held 
on llle aBowanca transfer deadline may not be Ius lhan the total tonnage equivalent ol the tons of SO: emissions for 
the control period from all CAlR S02 unlls at the CAIR S02 source, as determined in accordance wllll 40 CFR 96, 
subpart HHH. 

2) Each ton of excess emissions of S02 emitted by a CAIR S01 source for each day or control period, startlng in 2010 
wm constilute a separate lliolatlon of 35 lAC Part 225, Subpart c, the Clean Air Act, and tile Act. 

3) Each CAIR S02 unit wUI be subject to the requiremenhs of3S lAC 225.310{d)(1) for the control period starting on the 
later of January 1, 2010 or the deadline for meeting the unit's monitoring cert!ffcatron requirements pursuant to 40 
CFR 95.270(b)(1) or (2) and for each control period lllereafler. 

4) CAIR SO, allowances must be held ln. deducted from, or transferred Into or among anowance accounts In 
accordance with 35 lAC Part 225, Subpart C, and 40 CFR 96, subparts FFF and GGG. 

S) In olller to comply willllhe requirements of 351AC 225.310(tl)(1), a CAIR so, allowance may not be deducted for 
compliance according to 35 lAC 225.310(d)(1) for a conlrol pericd In a calendar l/l!llr before lha year for wlllch the 
allowance Is allocated. 

6) A CAIR SO, allowance ls a limited aulllorizaUon lo emit S02 in accordance wilh llle CAIR SOz Trading Program. No 
proVision of the CAIR so, Tredlng Program, the CAIR permit application, !lle CA!R permll, or a retrred unll 
exemption pursuant to 40 CFR 96.205, and no provi'slon of law, will be construed to limit the authority of the United 
Slates or the Slate to term in ale or limit this authorization. 

7) A CAIR SO, allowance does not conslilute a property righL 

ll) Upon racordatlon by USEPA pursuant to 40 CFR 95, subpart FFF or subpart GGG, every allocation. transfer, or 
deduction of a CAlR S02 allowance to or from a CAlR S02 source's compliance account Is deemed to amend 
automatically, and become a part or, any CAIR permit of the CAIR S02 source. This automatic amendment of !lle 
CAIR permit will be deemed an operation of law and wlll not require any further review. • 

APPLICATION PAGE 
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e) RECORDKEEPING ANO REPORTING REQUIREMENTS: 

1) Unh!$S otherwise provided, the owner or operator of the CAIR S02 source and each CAIR SOz unit at the source 
must keep on site at the source each of the documents !!stad In subseclians (e)(1)(A) through (e}(1)(0) of 35 lAC 
225.310 far a period of five years from the date the document is created. This period may be elllllnded fur cause, al 
any time prior to tile end of five yearn In wr!Ung by the Agency or USEPA. 

A) The certificate of representation for the CAIR designated representallw for Ute source am! each CAIR S02 unit 
atllle source, all dowments thai demonstrate !he trulh of !he statements In the certilicate or representation, 
provided thallhe certificate and documents must be retained on site at the source beyond such i!ve·year period 
unb1lhe documents are superseded because of the submission of a new certificate or rapresentatlon. pursuant 
to 40 CFR 96.213, Changing the CAIR designated representative. 

B) All emissions monitoring infonnalion, in accordance with 40 CFR 96, subpart HHH. 

C) Copies of all mports, compliance certifications. and other submissions and aH records made Of required 
pursuant to the CAIR S02 Trading Program or dacumenb necenal)' lc demonstrate compUance with !he 
requirements of the CAIR SO, Trading Program or wilh the requirements of 35 lAC Part 225, Subpart C 

0) Copies of aU documents used to complete a CA!R permit application and any other submission or documenls 
used to oemonstrate comprtance pursuant to the CAIR SO: Trading Program. 

2) The CAIR designatlld representative of a CAIR s~ souree and each CAIR S02 unit at the source must submillo the 
Agency and USePA the reports and compQam:e certlflcati0115 required pursuant to the CAIR SO., Trading Program, 
including those pursuant to 40 CFR 96, subpart HHH. 

f) liABiliTY: 

1) No revision of a permit for a CAIR S02 U!l~ may excuse any violation of the requlmments of35 lAC Part 225, 
Subpart Cor the requirements of the CAIR SO:. Trading Program. 

2) Each CAIR so. source and each CAlR 502 unit musl meet llle requlramen!s oflhe CAtR S~ Trading Program. 

3) Any provision of lhe CAIR SO, Trading Program that applies to a CAIR SO: so!Jfce (including any provision 
applicable to !he CAIR deslgnal!!d representative of a CAlR so~ source) will also apply !o 11111 owner and operator or 
the CAlR so. source and to the owner and operator of each CAIR so~ unit at the source. 

4) Any provision or the CAIR S01 Trading Program lhal applies to a CAIR so, unit {Including any provision appffcable 
to the CAIR designated representative of a CAIR so, unit} will also apply to !he owner and cpamtor of lhe CAIR so, 
unil 

5} The CAIR designated representallve of a CAIR so, umt mat has excess so, emissions in any contrOl period must 
surrender the allowances as required far deduction pursuant to 40 CFR !l6.2.54(d)(1 }. 

6} The owner or operator of a CAIR 501 unl! that has excass so, emissions In any control period must pay any flne. 
penalty, or assessment Of comply with any olher remedy imposed pursuant to tha Act and 40 CFR 96.254(d)[2). 

g) EFFECT ON OTHER AUTHORITIES. 

No provision of the CAIR 502 Trading Program. a CAlR permit appl<calion. a CAIR perm!!. or a retfred unit exemption 
pursuant to 40 CFR 95.205 wUI be construed as exempting or excluding the owner and operator and, to lhe extent 
applicable, the CAIR desigrtated representaHve of a CAIR sol source or a CAlR SO:, unlt from compliance with any other 
regulation promulgated pursuant to !he CAA, the Act, any Stale regulatlon or penni~ or a federally enforceable permfl 
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SECTION 3: CAIR NO>t ANNUAL TRADING PROGRAM 
COMPUANCE REQUIREMENTS AS SET FORTH IN 35/AC 225.410 

(a) APf>UCA91.E REGULATJQNS: 

The requirements of 351AC Part 225, Subpart D and 40 CFR 96, subpart AA (excludlng40 CFR 96.104, 9G.105(b)(2), and 
96.106), subpart BB. subpart FF, subpart GG and subpart HH as incorporated by reference in 3S lAC 22!!.140. 

(b) CAlR PERMIT REQUIREMENTS: 

1) The designated representative of each source wllh one or more CAIR NOx units at the source subject to 35 lAC Part 
225, Subpart D must apply for a permit Issued by tile Agency with federally enforceable conditions covering the 
CAIR NOx Annual Trading Program ('CAIR permit') thai complies wilh the requirements of 35 lAC 225.420. 

2) The owner or operator of each CAIR NO• source and each CAIR NOx unll at the source must operate the CAIR NO, 
unit ln compHance wlllllts CAIR permit. 

(c) MONITORING REQUIREMENTS: 

1) The owner or operator of each CAIR NO~ source and each CAIR NOx unit at the source must comply wllh tllB 
monitoring, reporting and recordkeeping requirements of 40 CFR 95, Subpart HH and 35 lAC 225.450. The CAIR 
designated representative of each CAIR NO~ source and each CAIR NOx un1t at the CAIR NOx source must comply 
With !hose sections or the monl!otlng, reporting and recordkeeplng requirements of 40 CFR 96, Subpart HH, 
applicable to a CAIR designated representative. 

2) The compliance of each CAIR NOx source willllhe emissions flmltation pursuant to 351AC 225.410(d) will be 
determined by the emlulons measurements recorded and reported In accordance with 40 CFR 96, subpart HH. 

{d) EMISSION REQUIREMENTS: 

1) By the allowance 1tensfer deadline, midnight ol March 1, 2010, and by mldnlght of March 1 of each subsequent year 
If March 1 Is a business day, tile owner or operator or each CAIR NOx source and each CAIR NOx unit at the source 
must hold CAIR NO" aHowances avaHab!e for compUance deductions pursuant to 40 CFR 96.154(a) !n the CAlR NO. 
source's CAIR NOx compliance account. If March 1 Is not a business day, tile allowance transfer deadline means by 
midnight or the first business day lhemafler. The number of allowances held on the allowance transfer deadHne may 
not be less than the tons of NOx emissions for the control period worn all CAIR NOx units at the source, as 
determined In accordance with 40 CFR 96, subpart HH. 

2) Each ton of excess emissions or a CAIR NOx source for each day In a control period, slllrUngln 2009 wiU consUMe 
a separate violation of 35 lAC Part 225, Subpart D, tile Act, and the eM. 

3) Each CAIR NOx unit will be subject to the requirements 35 lAC 225.410(d)(1) for the control period starting on lha 
later of January 1, 2009 or the deadline far meellng the unifs monitoring certl!lcalion requirements pursuant to 40 
CFR 96.170(b)(1) or (b)(2) and for each control period thereafter. 

4) CA!R NOx allowances must be held In, deducted from, or transferred into or among anowance acoounls In 
accordance with 35 lAC Part 225, Subpart D. and 40 CFR 96, subparts FF and GG. 

5) In order to complywilh the requirements of351AC 225.410(d)(1), a CAIR NOx allowance may not be deducted far 
compliance according to 35 lAC 225.410(d)(1) far a control period in a year before the calendar year for which the 
allowance Is allocated. 

6} A CAIR NOx allowance is a limited authorization to emit one ton of NOx In accordance with tllB CAIR NOK Trading 
Program. No proVision of the CAIR NOx Trading Program. lhe CAIR NOx permit applicelion,lhe CAIR permit, or a 
retlred unit exemptlon pursuant to 40 CFR 96.105, and no provision of raw, will be co!lslrued to limit lila authority of 
the Unlled Stales or the Stale to terminate or limit thls authorizaUon. 

7) A CAIR NOx allowance does not constHule a property right. 

I!) Upon recordation by USEPA pursuant to 40 CFR 96, subpart FF or subpart GG, every allocation, transfer, or 
deduction of a CA!R NOx allowance to or from a CAIR NOx :source'$ compliance account Is deemed to amend 
aulomaUcaUy, and become a part of, any CAIR NOx permit of the CAIR NOx source. This automatic amendment of 
lhe CAIR permit wUI be deemed an operation of law and will not require any further review. 
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e) RECOROKEEPlNG ANp REPORTING REQUIRE:MENI§: 

1 l Unless otileiWise provided, tile owf\er or operator of the CAlR NO• source and eaCh CA!R NO, unit at tile source 
must keep on site at the source eat:h or the documents ~stall in subsec!ions (e)(1){A) through (e)(1)(E) of 351AC 
225.410 for a period offlve years from the date !he document Is created. This period may be extended for cause, at 
any time prior to tile end of five years in wrtUng by the Agency or USEPA. 

AI The ceroftcete of representation for the CAlR designated representative for the soorre and eat:h CAIR NOx unit 
at the sourre, all documents that demonstrate !he trulh of !he statements in tha Clilrtlficeta of representaUon, 
provided that lhe: certificate and documents must be reteined on 'llile at lhe source beyond such five-year period 
until !he documents are soperseded because of lhe submission llf a new certific:ale of representation. pursuant 
!D 40 CFR 96.113, changing the CA!R dlltli!lgnaled reprMentative. 

Ell All emissions monitoring Information, In accordance with 40 CFR 96, subpart HH. 

C) Copies of all reports, compliance certifications. and olher submissions and all records made or required 
pursuant to the CAIR NOx Annoal Trading Program or documents necessary to demonstrate compliance with 
lhe requirements oflhe CAIR NO, Annual Trading Program or with lhe requirements of 35 lAC Part 225, 
Subpart D. 

D) Copies of all documen!s used lo complete a CAIR NOx permit appfication and any other submlsslon or 
documents used to demonstrate complianc:a pursuant to !119 CAIR NO, Annual Tr:ading Program. 

El Copies of all records and logs for gross elec!rlcal output and useful thermal energy required by 35 lAC 225.450. 

2) The CAIR designated representalive of a CAIR NO. source and eaCh CAIR NOx unit at the source must submit to 
!he Agency and USEPA lhe reports and compliance cer!llicalionll required pursuant to the CAIR NO, Annual Trading 
Program, Including those pursuan110 40 CFR 96, subpart HH. 

!) liABiliTY: 

I) No revision of a permit for a CAIR NOx unit may excuse any violation of the requirements of 35 lAC Part 225, 
Subpart 0 or lhe requirements nf the CA!R NO. Annual Trading Program. 

2) Each CAIR NO, source and each CAIR NO, unit must meet !he requirements of the CAIR NO. Annual Trac!ing 
Program. 

3) Any provision of tile CAIR NO~ Annual Trading Program thai applies to 11 CAlR NOx souroo (including any prnvlslon 
appllcablelo the CA!R designated representative of a CAIR NO, saun:el will also apply to !he owner and operator of 
the CAIR NO, $Ource and to !he owner and operator of each CA!R NO, unit altha saurce. 

4) Any prolllslan ar the CAiR NO• Annual Trading Program that applies to a CAIR No. unit {lm:luding any provlslon 
applicable to lhe CAIR designated representative of a CAIR MO. unit) wlU also apply lo the owner and operator of the 
CAIR NO, unll. 

5) The CAIR designated represenlaU\11! of a CAIR NO. unillhal has excess NO,. emissions in any control period must 
surrender the allowances as required for deducUan pursuant to 40 CFR 96 154(d){1). 

S) The owner or aperator of a CAIR NOx un!tlhal has exCE~ss NOx emisslons In any control pertod must pay any fine. 
penalty, or assessment or comply with any other remedy Imposed pursuant to !he Act and 40 CFR 96.154(d)(2). 

g) EFFECT QN OTHER AUTHORITIES: 

No provision ollhe CAIR NOx Annual Trading Program, a CAIR pennil application, a CAIR permit. or a reUred unit 
exempUon pursuant to 40 CFR 96.105 wHI be construed as exempting or excluding tile owner end operalor and. to the 
extenl appDcable, the CAIR designated mpresentaGve of a CAIR NO• source or a CAIR NO, unit rrom compliance with any 
olher regulatian promulgated pursuant to lhe CAA, the Act, any Slate regula"on or permit, or a federally enforceable pennit 
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SECTION 4: CAIR NO,. OZONE SEASON TRADING PROGRAM 
COMPLIANCE REQUfREMENTS AS SET FORTH JN 35/AC 225.510 

[a) APPLICABLE REGULATIONS: 

The requirements of 351AC Part 225, Subpart E and 40 CFR 95, subpart AAAA (excluding 40 CFR 96.304, 96.305(b)(2), 
and 96.306), subpart BBBB, subpart FFFF, subpart GGGG and subpart HHHH as Incorporated by refarencaln 351AC 
225.140. 

(b) CAIR PERMIT REQUIREMENTS: 

1) The designated representative of each source with one or more CAIR NO, Ozone Season units at the source 
subject to 35 lAC Part 225, Subpart E must apply for a permit issued by the Agency with federally enforceable 
conditions covering the CAIR NO~ Ozone Season Trading Program rcA!R permil") that complies wfth the 
requirements of 351AC 225.520. 

2) The owner or operator of eacll CAIR NO, ozone Season source and each CAIR NOx ozone Season untt at the 
source must operate !he CAIR NOx Ozone Season unit in compliance with its CAIR permit. 

(c) MONITORING REQUIREMENTS: 

i) The owner or operator of each CAIR NOx Ozone Season source and each CAIR NOx Oz;one Season unit at the 
source must comply with the monltortng, reporting and record keeping reqUlremenls of 40 CFR 96, Subpart HHHH, 
40 CFR 75 and 35 lAC 225.550. The CA!R designated representative of each CAIR NO• Ozone Season source 
and each CAIR NOx Ozone Season unll at the source must comply with those sections of the monltoling, reporting 
and recordkeeplng requirements of 40 CFR 96, Subpart HHHH, applicable to a CAIR designated representative. 

2) The compuance of each CAIR NOx Ozone Season saurce with !he CAIR NOx Ozone Season emissions llmftation 
pursuant to 35 lAC 225.51 O(d) will be determined by the emissions measurements recorded and reported In 
accordance wllh 40 CFR 96, subpart HHHH. 

{d) EMISSION REQUIREMENTS: 

1) By the allowance transfer deadline. midnight of November 30, 2009, and by midnight of Nowmber 30 or each 
subsequent year if November 30 is a busll\ess day, the owner or operator of each CAIR NOx Ozona Season source 
and each CAIR NO~ Ozone Season unit allhe source must hold CAIR NOx allowances available ror compliance 
deductions pul'lluant to 40 CFR 96.354{11) In the CAIR NOx Ozone Season source's compHance account. If 
November 30 is not a business day, the allowanl:4 tranallllt deadfine means by midnight of tha first busineaa day 
thereaRer. The number or allowances held may not be loss than the tons of NOx emissions for the control period 
from all CA!R NOx Ozone season units at lhe CAIR NOx Ozone Season source, as determined In accordance Y;lth 
40 CFR 96, subpart HHHH. 

2) Each ton of excess emissions or a CA!R NOx O:tone Season source for eacll day in a control period, starling In 
2009 will constl!ule a saparato violation of 35 lAC Part 225, Subpart E, the Act, and the CM. 

3) Each CAIR NOx Ozone Season unit wm be subject to the requirements 351AC 225.510{<:1)(1) far the control period 
starting on the later of May 1, 2009 or the deadline for meeting the unifs monitoring c:erlilicatlon requirements 
pursuant to 40 CFR 96.370(b)(1), (b)t2) or (b)(3l and for each control period therealter. 

4) CAIR NOx Ozone Season allowances musl tle held In, deducted from, or transferred fnta or among allowance 
accounts in accordance with 351AC Part 225, Subpart E. and 40 CFR 9!1. subparts FFFF and GGGG. 

5) In order lo comply with the requirements of351AC 225.510(d)(1), a CAIR NOx Ozone Season allowance may not 
be deducted for compftance accordlno to 351AC 225.510(d)(1) for a control period in a calendar year before the 
year for which the CAIR NOx Ozone Season aHowance Is allocated. 

6) A CA!R NOK Ozona Season aUowance Is a llmiled authorization to emil one tan of NOx ln accordance with the 
CAlR NOx Ozone Season Trading Program. No provision of !he CAIR NOx Ozone Season Trading Program, the 
CAlR permit appllcaUon, tile CAIR permit, or a reUred unit exempUon pursuant to 40 CFR 96.305, and na provision 
or law. vrill be constJued to Umlt the authority or the Unlled Slates or lhe State to terminate or fimii this authorization. 

7) A CAlR NOx Ozone Season allowance does not constllllle a property right. 
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8) Upon recordation by USEPA pursuant to 40 CFR 96, subpart FFFF or GGGG, ewry allocation, transfer, or 
deduc!!on of a CA!R NO, Ozone Season allowance to or from a CAIR NO. Ozone Season source complisnca 
account Is deemed to amend automatically, and become a part of, any CAIR permit of llla CAIR NO.. Ozone 
Season source. This automatic amendment of the CAIR permll will be deemed an operallon of law and will no! 
require any furlller review. 

e) !3ECORDKEEPING AND REPORTING REQUIREMENTS: 

1) Unless otherwise provided, the owner or operator ofllle CAIR NOK Ozone Season source and each CAIR NOx 
Ozone Season unit at the source must keep on site at the source eacll of llle documents listed rn subsections 
(e)(1)(A) lllrough (e)(1)(E) of 35 lAC 225.510 for a period of live years from the dale the document is aeated. Thl$ 
period may be extended tar cause, at any lime prtor to the end of five veers In writing by lhe Agency or US EPA. 

A) The certificate of representatlcn for the CAIR designated representative for the source and each CAlR NOx 
Ozone Season unll at the source, all doC~JmeniS lllel demonstrate the truth of Ill a statements ln the certlllcate 
of representation, provided that the certificate and documents must be retained on sHe at the source beyond 
such five-year period unlilthe documenls are superseded because of llle submission of a new cenitlcate of 
representation, pursuant to 40 CFR 96.313, cllanglng llle CAIR designated representative. 

B) AI! emissions moni!olinglnfurmation. In accordance wllh 40 CFR 96. subpart HHHH. 

C) Copies of all reports, compliance certifications. and olller submissions and all records made or required 
pursuant to the CAIR NO, Ozone Season Trading Program or documents necessary to demonstrate 
compHance wlllllhe requirements of the CAIR NO. Ozone Season Trading Program or with !he requirements 
of 35 lAC Part 225, Subpart E. 

D) Copies or all documents used to complete a CAIR permlt app!!catlon and any other submission or documents 
used to demonstrate compliance pursuant to lhe CAIR NOx Ozone Season Trading Program. 

E) Copies of all records and loas for gross elecbical output and useful thermal energy required by 35 lAC 
225.550. 

2) The CAIR designated representaUve of a CAIR NOx Ozone Season source and each CAIR NO.: Ozone Season 
unit at the source must submit to !he Agency and USEPA the reports and compliance certlficatlons required 
pursuant to the CA!R NO. Ozone Season Trading Program, indudlng those pursuant to 40 CFR 96. subpart HHHH 
and 35 lAC 225.550. 

f)~: 

1) No revision of a permit for a CAIR NO. Ozona Season unit may excuse any violation ofllle requirements of351AC 
Part 225, Subpart e: or the requirements of !he CAJR NOx Ozone Season Trading Program. 

2) Each CAIR NO, Ozone Season source and each CAIR NO~ Oz:one Season unit must meet the requirements of the 
CAIR NO" Ozone Season Trading Program. 

3) Any provision of the CAIR NOx Ozone Season Trading Program that applies to a CAIR NOx Ozone Season source 
(Including any prolllslon applicable to the CAIR designated representative of a CAIR NO. Ozone Season source) 
will also apply to tile owner and operator of the CAIR NOx Ozone Season source and to the owner and operator of 
each CAIR NO, O;z:one Season unit at the source. 

4) Any proVision of the CAIR NOx Ozone Season Trading Program that applies to a CAIR NOt Ozone Season unit 
(including any provl&lon applicable to !he CAIR designated representative of e CAIR NO. Ozone SePson unit) will 
also apply to the owner and operator of the CAIR NOx Ozone Season unit. 

S) The CAIR designated representative of a CAIR NO.; Ozone Season unillllat haa excess emissions In any control 
period must surrender the allowances as requimd for deduction pursuant to 40 CFR gs.354(d)(1). 

6) The owner or operator of a CAIR NO.: OZone Season unit that !las excess NO. emissions In any control period 
must pay any fine. penalty, or assessment or comply with any other remedy imposed pursuant to \he Act and 40 
CFR 96.354(d}(2). 

g) EFFECT ON OJHER AUJHORITIES: 

No provision of the CAIR NO.. Ozone Season Trading Program. a CAIR permit appUcation, a CAIR permit or a retired unit 
exemption pursuant to 40 CFR 96.305 wm be construed as exampling or excluding lhe owner and operator ancl. to !he 
extent applicable, the CAIR designated representative of a CAIR No. Ozone Season source or a CAIR N'O. Ozone 
Season unit from compliance \IIIith any other regulation promulgated pursuant to the CAA, lhe Act, any Stale regulation or 
permit, or a federaRy enforcaable permlt. 
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Attachment 6 

217-785-1705 

ACID RAIN PROGRAM 
PERMIT 

Ameren UE Raccoon Creek Power Plant 
Attn; Michael Menne, Designated Representative 
1901 Chauteau Avenue 
Post Office Box 66149 
St. Louis, Missouri 63166-6149 

55417 
025803AAD 
A.'Tieren OE Raccoon Creek Power Plant, CT01-CT04 

STATEMENT OF BASIS: 

In accordance with Section 39.5(17) (b) of Illinois Environmental Protection 
Act and Titles IV and V of the Clean Air Act, the Illinois Environmental 
Protection Agency is this Acid Rain Program to Ameren UE for 
Raccoon Creek Power Plant. 

SULFUR DIOXIDE (S02) ALLOCATIONS AND NITROGEN OXIDE (NOx) REQUIREMENTS FOR 
EACH AFFECTED UNIT: 

These entitled to an 

PERMIT APPLICATION: The permit application, which includes S02 allowance 
requirements and other standard requirements, is attached and incorporated as 
part of this permit. The owners and operators of this source must comply 
with the standard requirements and special provisions set forth in the 
application 

COMMENTS, NOTES AND JUSTIFICATIONS: This permit contains provisions related 
to S02 emissions and requires the owners and operators to hold S02 allowances 
to account for S02 emissions from the affected units. An allovJance is a 
limited authorization to emit up to one ton of S02 during or after a specified 
calendar year. Although this plant is not eligible for an allowance allocated 
by USEPA, the owners or operators may obtain S02 allowances to cover emissions 
from other sources under a marketable allowance program. The transfer of 
allowances to and from a unit account does not necessitate a revision to the 
unit S02 allocations denoted in this permit (See 40 CFR 72.84). 

This permit contains provisions related to NOx emissions and requires the 
owners and operators to monitor NO, emissions from affected units in 
accordance with applicable provisions of 40 CFR Part 75. These units are not 
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subject to a NO. emission limitation because USEPA has not adopted such 
limitation for combined cycle turbines. 

This Acid Rain Program permit does not authorize the construction and operation 
of the affected units as such matters are addressed by Titles I and V of the 
Clean Air Act. This permit also does not affect the source's responsibility to 
meet all other applicable local, state and federal requirements, including 35 
IJI.C Part 225, Subparts C, D, and E. 

If you have any questions regarding this permit, please contact John H. 
Michael at 217/785-1705. 

Jtcc.1ng 
Division of Air Pollution Control 

cc: Beth Valenziano, USEPA Region V 
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STEP1 

Identify the facility name, 
Slate, and plant (ORIS) 
code. 

STEP2 

Enter the unit !D# 
for every affected 
unit a! the affected 
source in column "a." 

I 
I 

I 
I 
' 
I 
I 

Unit~tt! Slates 
Environmental Protection A~tency 
Acid Rain Progrom 

OMS No. 2060·0258 
Approval explrae 1113012012 

Acid Rain Permit Application 

Raccoon Creek Energy Center !L 55417 
Facl!i Source) Name , Slate Plant Code 

a b 

Uni!ID;it Unit Will Hold Allowances 
in Accordance wilh 40 CFR 72.9(c)(1) 

CT-01 Yes 

CT-02 Yes 

CT-03 Yea 

CT-04 Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

EPA Form 7610·16 (Revised 12·200\J) 
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STEP3 

Read the standard 
requirements. 

Acid Rain - Page 2 

Permit Requirements 

( 1) The designated representative of each affected source and each affected 
unit at the source shall: 

(i} Submit a complete Acid Rain permit application (including a compliance 
plan) under 40 CFR part 12 in accordance with the deadlines specified in 
40 CFR 72.30; and 
(ii} Submit in a timely manner any supplemental information that the 
permitting authority determines is necessary in order to review an Acid Rain 
permit application and issue or deny an Acid Rain permit; 

(2) The owners and operators of each affected source and each affected unit 
at the source shall: 

(i) Operate the unit in compliance with a complete Acid Rain permit 
application or a superseding Acid Rain permit Issued by the permitting 
authority; and 
(ii) Have an Acid Rain Permit. 

Monitoring Requirements 

(1) The owners and operators and, to the extent applicable, designated 
representative of each affected source and each affected unit at the source 
shall comply with the monitoring requirements as provided in 40 CFR part 75. 
(2} The emtssions measurements recorded and reported in accordance with 
40 CFR part 75 shall be used to determine compliance by the source or unit, 
as appropriate, with the Acid Rain emissions !imitations and emissions 
reduction requirements for sulfur dioxide and nitrogen oxides under the Acid 
Rain Program. 
(3) The requirements of 40 CFR part 75 shall not affect the responsibility of 
the owners and operators to monitor emissions of other pollutants or other 
emissions characteristics at the unit under other aP.plicable requirements of 
the Act and other provisions of the operating perm1t for the source. 

Sulfur Dioxide Requirements 

(1) The owners and operators of each source and each affected unit at the 
source shall: 

(i) Hold allowances, as of the allowance transfer deadline, in the source's 
compliance account (after deductions under 40 CFR 73.34(c)), not less 
than the total annual emissions of sulfur dioxide for the previous calendar 
v.ear from the affected units at the source; and 
(ii) Comply with the applicable Acid Rain emissions limitations for sulfur 
dioxide. 

(2) Each ton of sulfur dioxide emitted in excess of the Acid Rain emissions 
limitations for sulfur dioxide shall constitute a separate violation of the Act. 
(3) An affected unit shall be subject to the requirements under paragraph ( 1) 
of the sulfur dioxide requirements as follows: 

(i) Starting January 1, 2000, an affected unit under 40 CFR 72.6(a)(2); or 
(II) Starting on the later of January 1, 2000 or the deadline for monitor 
certlficalion under 40 CFR part 75, an affected unit under 40 CFR 
72.6(a)(3). 

EPA Form 7610.15 (Revised 12·2009) 
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Acid Rain - Page 3 

Sulfur Dioxide Requirements, Cont'd. 

STEP 3, cont'd. (4) Allowances shall be held in, deducted from, or transferred among 
Allowance Tracking System accounts in accordance with the Acid Rain 
Program. 
(5) An allowance shall not be deducted in order to comply with the 
requirements under paragraph (1) of the sulfur dioxide requirements prior to 
the calendar year for which the allowance was allocated. 
(6) An allowance allocated by the Administrator under the Acid Rain Program 
is a limited authorization to emit sulfur dioxide in accordance with the Acid 
Rain Program. No provision of the Acid Rain Program, the Acid Rain permit 
application, the Acid Rain permit, or an exemption under 40 CFR 72.7 or 72.8 
and no provision of law shall be construed to limit the authority of the United 
States to terminate or limit such authorization. 
(7) An allowance allocated by the Administrator under the Acid Rain Program 
does not constitute a property right. 

Nitrogen Oxides Requirements 

The owners and operators of the source and each affected unit at the source 
shall comply with the applicable Acid Rain emissions limitation for nitrogen 
oxides. 

Excess Emissions Requirement§ 

(1) The designated representative of an affected source that has excess 
emissions in any calendar year shall submit a proposed offset plan, as 
required under 40 CFR part 77. 
(2) The owners and operators of an affected source that has excess 
emissions ln any calendar year shall: 

(l) Pay without demand the penalty required, and pay upon demand the 
interest on that penalty, as required by 40 CFR part 77; and 
(it) Comply with the terms of an approved offset plan, as required by 40 
CPR part 77. 

Recordkeeplng and Reporting Requirements 

(1) Unless otherwise provided, the owners and operators of the source and 
each affected unit at the source shall keep on site at the source each of the 
following documents for a period of 5 years from the date the document is 
created. This period may be extended for cause, at any time prior to the end 
of 5 years, In writing by the Administrator or permitting 
authority: 

(I) The certificate of representation for the designated representative for the 
source and each affected unit at the source and all documents that 
demonstrate the truth of the statements in the certificate of representation, 
in accordance with 40 CFR 72.24; provided that the certificate and 
documents shall be retained on site at the source beyond such 5-year 
period until such documents are superseded because of the submission of 
a new certificate of representation changing the designated representative; 

EPA Form 7610·16 (Revised 12·2009) 
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Acid Rain - Page 4 

Recordkeeping and Reporting Reguirements, Cont'd. 

STEP 3, Cont'd. (ii) All emissions monitoring information, in accordance with 40 CFR part 
75, provided that to the extent that 40 CFR part 75 provides for a 3-year 
period for recordkeeping, the 3-year period shall apply. 
(iii) Copies of all reports, compliance certifications, and other submissions 
and all records made or required under the Acid Rain Program; and, 
(iv) Copies of all documents used to complete an Acid Rain permit 
application and any other submission under the Acid Rain Program or to 
demonstrate compliance with the requirements of the Acid Rain Program. 

(2) The designated representative of an affected source and each affected 
unit at the source shall submit the reports and compliance certifications 
required under the Acid Rain Program, Including those under 40 CFR part 72 
subpart I and 40 CFR part 75. 

Liability 

( 1) Any person who knowingly violates any requirement or prohibition of the 
Acid Ram Program, a complete Acid Rain permit application, an Acid Rain 
permit, or an exemption under 40 CFR 72.7 or 72.8, including any 
requirement for the payment of any penalty owed to the United States, shall 
be subject to enforcement pursuant to section 113( c) of the Act. 
(2) Arty person who knowingly makes a false, material statement in any 
record, submission, or report under the Acid Rain Program shall be subject to 
criminal enforcement pursuant to section 113{c) of the Act and 18 U.S.C. 
1001. 
{3) No permit revision shall excuse any violation of the requirements of the 
Acid Rain Program that occurs prior to the date that the revision takes effect 
(4) Each affected source and each affected unit shall meet the requirements 
of the Acid Rain Program. 
(5) Arty provision of the Acid Rain Program that applies to an affected source 
(including a provision applicable to the designated representative of an 
affected source) shall also apply to the owners and operators of such source 
and of the affected units at the source. 
(6) Arty provision of the Acid Rain Program that applies to an affected unit 
{including a provision applicable to the designated representative of an 
affected unit) shall also apply to the owners and operators of such unit. 
(7) Each violation of a provision of 40 CFR parts 72, 73, 74, 75, 76, 77, and 
78 by an affected source or affected unit, or by an owner or operator or 
designated representative of such source or uni~ shall be a separate violation 
of the Act. 

Effect on Other Authorities 

No provision of the Acid Rain Program, an Acid Rain permit application, an 
Acid Rain permit, or an exemption under 40 CFR 72.7 or 72.8 shall be 
construed as: 
(1) Except as expressly provided in title IV of the Act, exempting or excluding 
the owners and operators and, to the extent applicable, the designated 
representative of an affected source or affected unit from compliance with any 
other provision of the Act, including the provisions of title I of the Act relating 

EPA Fonn 7610-16 (Revised 12·2009) 
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STEP 3, Cont'd. 

STEP4 
Read the 
certification 
statement, 
sign, and date. 

Acid Rain - Page 5 

Effect on other Authorities, Cont'd. 

to applicable National Ambient Air Quality Standards or State Implementation 
Plans; 
(2) Limiting the number of allowances a source can hold; provided, that the 
number of allowances held by the source shall not affect the source's 
obligation to comply-with any other provisions of the Act; 
(3) Requiring a change of any kind in any State law regulating electric utility 
rates and charges, affecting any State law regarding such State regulation, or 
limiting such State regulation, Including any prudence review requirements 
under such State law; 
( 4) Modifying the Federal Power Act or affecting the authority of the Federal 
Energy Regulatory Commission under the Federal Power Act; or, 
(5) lnterferin or impairing any program for competitive bidding for power 
supply in a te in which such program Is established. 

Certification 

I am authorized to make this submission on behalf of the owners and 
operators of the affected source or affected units for which the submission is 
made. I certify under penalty of law that I have personally examined, and am 
familiar with, the statements and information submitted In this document and 
all its attachments. Based on my inquiry of those individuals with primary 
responsibility for obtaining the Information, I certify that the statements and 
information are to the best of my knowledge and belief true, accurate, and 
complete. I am aware that there are significant penalties for submitting false 
statements and information or omitting required statements and information, 
including the possibility of fine or imprisonment. 

EPA Form 7610·16 (Re•lsed 12·2009) 
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May, 1993 

STATE OF ILL!NO!S 
ENVIRONMENTAL PROTECTION AGENCY 

DIVISION OF A!R POLLUTION CONTROL 
P.O. BOX 19506 

SPRINGFIELD, ILLINOIS 62794-95a6 

STANDARD CONDITIONS 
FOR 

OPERATING PERMITS 

The Illinois Environmental Protection Act (Illinois Revised Statutes, Chapter 111-1/2, Section 
1039) grants the Environmental Protection Agency authority to impose conditions on permits which it 
issues. 

The following conditions are applicable unless superseded by special permit conditions{s). 

1. The issuance of this permit does not release the Permittee from compliance with state and 
federal regulations which are part of the Illinois State Implementation Plan, as well as with 
other applicable statues and regulations of the United States or the State of Illinois or with 
applicable local laws, ordinances and regulations. 

2. The Illinois EPA has issued this permit based upon the information submitted by the Permittee 
in the permit application. Any misinformation, false statement or misrepresentation in the 
application shall be ground for revocation under 35 Ill. Adm. Code 201.166. 

3. a. The Permittee shall not authorize, cause, direct or allow any modification, as defined in 
35 Ill. Adm. Code 201.102, of equipment, operations or practices which are reflected in 
the permit application as submitted unless a new application or request for revision of 
the existing permit is filed with the Illinois EPA and unless a new permit or revision of 
the existing permit(s) is issued for such modification. 

b. This permit only covers emission sources and control equipment while physically present at 
the indicated plant location (s). Unless the permit specifically provides for equipment 
relocation, this permit is void for an item of equipment on the day it is removed from the 
permitted location(sl or if all equipment is removed, notwithstanding the expiration date 
specified on the permit. 

4. The Permittee shall allow any duly authorized agent of the Illinois EPA, upon the presentation 
of credentials, at reasonable times: 

a. To enter the Permittee's property where actual or potential effluent, emission or noise 
sources are located or where any activity is to be conducted pursuant to this permit; 

b. To have access to and to copy any records required to be kept under the terms and 
conditions of this permit; 

c. To inspect, including during any hours of operation of equipment constructed or operated 
under this permit, such equipment and any equipment required to be kept, used, operated, 
calibrated and maintained under this permit; 

d. To obtain and remove samples of any discharge or emission of pollutants; and 

e. To enter and utilize any photographic, recording, testing, monitoring or other equipment 
for the purpose of preserving, testing, monitoring or recording any activity, discharge or 
emission authorized by this permit. 

5. The issuance of this permit: 

a. Shall not be considered as in any manner affecting the title of the premises upon which 
the permitted facilities are located; 
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b. Does not release the Permittee from any liability for damage to person or property caused 
by or rasulting from the construction, maintenance, or operation of the facilities; 

c. Does not take into consideration or attest to the structural stability of any unit or part 
of the project; and 

d. In no manner implies or suggests that the Illinois EPA (or its officers, agents, or 
employees) assumes any liability, directly or indirectly, for any loss due to damage, 
installation, maintenance, or operation of the proposed equipment or facility. 

6. The facilities covered by this permit shall be operated in such a manner that the disposal of 
air contaminants collected by the equipment shall not cause a violation of the Environmental 
Protection Act or regulations promulgated thereunder. 

7. The Permittee shall maintain all equipment covered under this permit in such a manner that the 
performance of such equipment shall not cause a violation of the Environmental Protection Act 
or regulations promulgated ther.euner. 

8. The Permittee shall maintain a maintenance record on the premises for each item of air 
pollution control equipment. This records shall be made available to any agent of the 
Environmental Protection Agency at any time during normal working hours and/or operating hours. 
As a minimu.-n, this record shall show the dates of performance and nature of preventative 
maintenance activities. 

9. No person shall cause or allow continued operation during malfunction, breakdown or startup of 
any emission source or related air pollution control equipment if such operation would cause a 
violation of an applicable emission standard or permit limitation. Should a malfunction, 
breakdown or startup occur which results in emissions in excess of any applicable standard or 
permit limitation, the Permittee shall: 

a. Immedintely report the incident to the Illinois EPA's Regional Field Operations Section 
Office by telephom~, telegraph, or other method as constitutes the fastest available 
alternative, and shall comply with all reasonable directives of the Illinois EPA with 
respect to the incident; 

b. Maintain the following records for a period of no less than two (2) years: 

i. Date and duration of malfunction, breakdown, or startup, 

ii. Full and detailed explanation of the cause, 

iii. Contaminants emitted and an estimate of quantity of emissions, 

i.v. Measures taken to minimize the amount of emissions during the malfunction, breakdown 
or startup, and 

v. Measures taken to reduce future occurrences and frequency of incidents. 

10. If thP. permit application contains a compliance program and project completion schedule, the 
P-=:rmittee shall submit a project completion status report within thirty (30) days of any datP. 
spl:.!cif.ied in the comptiance program and project completion schedule or at six month interval!;, 
·,o~h icheve r is more frequent. 

11. The Permittee shall submit an Annual Emission Report as required by 35 Ill. Adm. Code 201.302 
and 35 Ill. .4.dm. Code Part 254. 

21HSC 
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DIRECTORY 
ENVIRONMENTAL PROTECTION AGENCY 

BUREAU OF AIR 

For assistance in preparing a permit 
application contact the Permit 
Section. 

Illinois Environmental Protection 
Division of Air Pollution Control 
Permit Section 
1021 N. Grand Ave .E. 
P~O.Box 19506 
Springfield, Illinois 62794-9506 

Illinois EPA 
Region 1 
Bureau of air. FOS 
9511 West Harrison 
Des Plaines, Illinois 
847/294-4000 

60016 

Illinois EPA 
Region 2 
54l5 North University 
Peoria, Illinois 61614~ 
309/693-5463. 

Illinois EPA 
Region J 
2009 Mall Street 
Collinsville, Illinois 
618/346-5120 

62234 

Agency 
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CERTIFICATE OF SERVICE 

I hereby certify that on October 29, 2014, I caused to be served a true and correct copy of 
the APPEARANCE OF JOSHUA R. MORE, the APPEARANCE OF RAGHA V MURAL!, and 
the APPEAL OF CAAPP PERMIT AND REQUEST FOR PARTIAL STAY, upon the persons 
listed below electronically: 

Mr. John Therriault, Clerk 
Illinois Pollution Control Board 
James R. Thompson Center 
100 West Randolph Street, Suite 11-500 
Chicago, IL 6060 1 

and upon the persons listed below via U.S. Mail: 

Division of Legal Counsel 
Illinois Environmental Protection Agency 
1021 North Grand Avenue, East 
P.O. Box 19276 
Springfield, IL 62794-9276 

Date: October 30,2014 

233 South Wacker Drive, Suite 6600 
Chicago, Illinois 60606 
312-258-5500 
Fax: 312-258-5600 
jmore@schiffhardin.com 
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